
Summary  o f  the Chi ef Inspectorôs repor t  fo r  dr i nk ing water  in  Eng land  

1 

 

 

 

 

 

 

Drinking water 2019 

Summary of the Chief Inspectorôs 
report for drinking water in England  

 
 

 

 

 

 

 

 

 

 

 

 

 

 

 



Dr ink ing wate r  2019  

2 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Publ ished by  

Dr ink ing W ater Inspectorate  

Nobel  House 

17 Smith Square 

London  

SW 1P 3JR 

 

Tel:  0300 068 6400 

Website: http: / /www.dwi.gov.uk  

© Crown Copyr ight 2020 

 

Copyr ight in the typographical arrangement  and des ign rests wi th the Crown.  

This publ icat ion (exc luding the logo) may be reproduced f ree of  charge in any 

format or  medium provided that i t  is  reproduced accurate ly and not u sed in a 

misleading context .  The mater ia l  must be acknowledged as Crown copyr ight  wi th 

the t i t le and source of  the publ icat ion spec if ied.  



Summary  o f  the Chi ef Inspectorôs repor t  fo r  dr i nk ing water  in  Eng land  

3 

Contents 
 

Execut ive Summary        4 

Drinking water 2019 ï  

Summary of  the Chief  Inspectorôs report for England   7 

Drinking water qual ity test ing        9 

Compliance with standards        11 

 Compliance Risk Index       11 

 Learning f rom compliance failures     16 

  Microbiological parameters      16 

  Chemical and physical parameters     28 

   

Consumer contacts and discolourat ion     43  

Events          51 

Caut ions and Prosecutions        70 

Audits          71 

Recommendat ions          76 

 Transformation Programmes Update      83 

Enforcement         87 

Regulatory strategies         91 

Annex 1           

  



Dr ink ing wate r  2019  

4 

Executive Summary  
 

Drinking water 2019  is the 30 t h  publ ished by the Dr inking Water Inspectorate 

(DWI). This report covers publ ic water supplies.  A separate report is 

available for private suppl ies.  

Safe, clean dr inking water is vital to publ ic health and the wel lbeing of  our 

society now and into the future. This is the central tenet of  the vis ion and 

strategy of  the Drinking Water Inspectorate published in Apri l 2020. I t  is ever 

more important in the face of signif icant challenges to drinking water 

suppl ies, f rom the impacts of  c l imate change, and on the qual ity and 

availabil i ty of  water resources , as wel l as more recently infect ious disease 

such as CoViD-19.  

The Inspectorateôs work is wide-ranging, cover ing al l aspects of  the qual ity 

and suf f iciency of  publ ic water suppl ies. Dri nking water 2019 provides a 

record of  the work of the Inspectorate in checking that water companies have 

taken the appropr iate ac t ion to maintain conf idence in drinking water qual ity 

and to safeguard publ ic health.  

The status of  water quality in England i s at a very high standard but work 

remains to improve planning for future generations:  

I t  is dif f icult  to escape the question of  lead. Fif ty years af ter the use of  lead 

pipes were made il legal  the industry has not made signif icant progress , 

largely because ownership of  supply pipes f rom the property curt i lage 

remains with the householder. The most s ignif icant r isk of  lead dissolving 

into the water is f rom where it  s its in the last few meters of  piping wait ing to 

be drawn from the tap. Consequently , this wi l l  cont inue to be a potent ial r isk 

to the mental and physical health of  our future generations , unti l  lead piping 

is removed from domestic plumbing.  

Global chal lenges such as CoViD-19, coupled with current water resource 

demand and avai labi l i ty ,  pose chal lenges for the maintenance of  supply 

during these difficult times. Companies in England have identified ñno supplyò 

as being a key r isk. Demand and resource al l threaten water quality and 

suff iciency for which long term planning wi l l be vital to maintain b oth our 

industry and our private suppl ies. We have clear evidence that  water 

resource challenges result  in water qual ity fail ings and  the decision between 

suff iciency and qual i ty is not a choice that can be or should have to be made.  

In England, compliance failures and unplanned events are dominated by 

microbiological parameters such as col iforms, E. col i  and low-level 

Cryptosporidium  detect ions. This is compounded by repeated turbidity 

failures at treatment works. The changing patterns of  the weather can p lay a 

role with increased numbers of  failures during heavy rain. Asset condit ion is 
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a signif icant contr ibut ing r isk since poor condit ion or structural defects permit 

ingress. Any manifestat ion of  this r isk could have serious consequences.   

There were three detect ions of  metaldehyde (f rom slug pellets).  

Metaldehyde st i l l  remains available to use, and is very dif f icult  to remove 

from raw waters, presenting an ongoing r isk.  

The increasing use of  nickel in the manufacture of  taps, and their availabil i ty 

on the market as a cheap alternative, is of  concern with 28 failures in 2019. 

Individuals sensit ised to nickel,  (est imated to be 15% of the populat ion, 

EFSA 2018) can develop an itchy eczematous rash of  the skin. Without some 

control,  these increasingly popula r f it t ings are l ikely to create a future legacy 

for an increasingly sensit ive populat ion. The Inspectorate has been in 

discussions with WRAS for f it t ings made of  nickel to be ident i f iable.  

Companies are required to provide r isk assessments. In 2019, of  

approximately 1.5 mil l ion hazards, analysis indicated 94% of the r isks are 

being effect ively mit igated. This i l lustrates the high standards companies 

hold themselves to in secur ing good clean drinking water. óNo supplyô and 

microbiological r isks are the top t wo identif ied r isks. The remaining r isks, 

identif ied within company r isk assessments, can be grouped as domestic 

plumbing related. These fall into two groups, metals and taste/odour: Metals 

include lead and nickel,  already mentioned, as wel l as antimony wh ich is 

used as a replacement for lead solder , and chromium on f it t ings, and are not 

considered toxic in this sett ing. Taste and odour of ten results from 

inappropr iate f ixtures and f it t ings in the domestic premises and can represent 

a r isk to health in certain circumstances, e.g. no backf low valve between a 

dishwasher and the drinking tap. Competency and training of  plumbers, and 

the control of  products and the f it t ings they use would reduce future r isks 

part icularly if  required through an obl igatory accredi tat ion scheme such as 

WaterSafe. 

The report provides a summary of  3,502,637 compliance results taken by the 

industry, and the associated invest igations taken for 1,433 failures of  

regulatory standards. The continuing performance by the industry is 

measured by the Compliance Risk Index (CRI), designed to al locate a 

numerical value to r isk. For 2019, the CRI for England was 2.80 comp ared to 

the wider industry value of  2.87. A lower value indicates a lower r isk.  From 

2020 companies have a target to achieve an  individual CRI of 2 as a common 

performance commitment. The median value for 2019 is 1.73 and so over half  

of  companies are now meeting this expectat ion.  However, Southern Water 

are notable with a score of  7.66 which is over 4 t imes the current median 

value and of  which 69% was due to coliforms a t treatment works. All failures 

were investigated and act ions carr ied out to protect consumers.  

In 2019, there were 547 events in England  where an unexpected failure in 

the water supply or water qual ity may not have met the minimum standards 
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expected. Any event which may pose a risk to consumersô water quality and 

supply is an unacceptab le situation and each and every one are investigated 

based upon r isk. The performance of  the industry is measured by the Event 

Risk Index (ERI), which i l lustrates the r isk arising f rom these events. A lower 

value indicates a lower r isk. In 2019 the ERI for  England was 723. A 

performance target of  30 would be considered acceptable. Over half  of  

companies achieve this standard but of  part icular note are four companies in 

England: Northumbrian Water, United Uti l i t ies Water, Southern Water and 

Thames Water who were above the national ERI. Notably, Northumbrian 

Water were over 2.5 t imes the value of  the next highest company due largely 

to an unplanned event at Whitt le Dene works where Cryptosporidium  was 

detected. Al l four companies wi l l be subject to further scr ut iny.  

During the year, 39 audits were carr ied out where Inspectors vis ited sites 

and covered assessments on operation, r isk and competency. These together 

with r isk assessments, compliance and events, generated 544 

recommendat ions as a f irst stage regula tory intervention. Al l 

recommendat ions and their responses are assessed and scored. Severn 

Trent Water, United Uti l i t ies Water, Southern Water and Thames Water are 

al l part of  a transformation program for improvement as they were ident if ied 

as outside stat ist ical expectat ions. I  am pleased to report the posit ive 

response by the companies to these programmes.  

In 2019, there were 75 legal Not ices but it  was not necessary to issue any 

Final or Provisional Enforcement Orders. Two prosecut ions were completed 

in 2019. One at South Moor, operated by Northumbrian Water , recorded the 

largest f ine ever for a Water Quality prosecution at just un der £500,000. The 

second was at Coppermil ls, a key works supplying north east  London, where 

four charges were brought against Thames W ater.    
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Drinking water 2019 

Summary of the Chief Inspectorôs report for 
England  

 

Drinking water 2019  is the annual publicat ion of  the Chief  Inspector of  

Drinking Water for England and Wales. I t is the 30 t h  report of  the work of  the 

Inspectorate and presents the summary information about drinking water 

quality for the calendar year of  2019. I t  is published as a ser ies of  three 

quarterly reports and a f inal summary report,  which cover publ ic water 

suppl ies,  and a single report,  which covers private water suppl ies. Th is 

report is the summary of  public water suppl ies for England.  

Set out in this report  are the key facts abou t the qual ity of  the publ ic water 

suppl ies in England, which is served by 27 water companies del iver ing 

suppl ies to over 55 mil l ion consumers. The area served by each water 

company is shown in Figure 1.  

 

Table 1: Key facts about publ ic and pr ivate water supply arrangements in 

England 

Public supplies Private supplies 

Populat ion supplied  
Water suppl ied ( l /day)  
Abstract ion points  
Treatment works  
Service reservoirs  
Water supply zones  
Length of  mains p ipe 
(km) 

 

56,209,949 
14,144 mi l l ion 
2,550 
1,090 
3,773 
1,558 
317,562 
  

Populat ion supplied  
Water suppl ied ( l /day)  
Approx imate number 
of  pr ivate water  
suppl ies*  
Tota l number  of  local  
author i t ies  

Number  of  local  
author i t ies  wi th 
pr ivate suppl ies   

795,935  
262 mil l ion  

37,702  
 
 

350 

 
236 

Water composi t ion:  

Surface sources 
Groundwater  sources  
Mixed sources  

66% 
25.6% 
8.3% 

Water composi t ion:  

Surface inf luenced 
suppl ies  
Groundwater  sources  
Mains water  

Unknown 

 

19.8% 
 

53.8% 
22.8% 

3.5% 

Area of supply: England 

*Boundaries for public supplies regions are based on groupings of water company zones. 
Boundaries for private supplies figures are based on the closest approximation of the public supply 
zones. Where local authoritiesô boundaries cross regional boundaries, the whole local authority 
data has been attributed to the region in which the majority of its area lies. 
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Figure 1: Companies supplying in England and Wales  
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Drinking water quality testing 
 

Throughout 2019, water companies sampled drinking water across England to 

ver ify compliance with the drinking water regulat ions. Almost half  of  the tests 

were carried out on samples drawn from consumersô taps selected at random. 

For monitor ing purposes, company water supply area s are divided into zones. 

Sampling in zones at consumersô taps is risk-based with the number of  tests 

being higher in zones with a large populat ion (maximum 100,000). Other 

sample locations are water treatment works and treated water (service) 

reservoirs. Col lect ively, the water companies carr ied out a total of  3,502,637 

tests during 2019 and only 1,509 of  these tests failed to meet one or more of  

the standards set down in the regulat ions or exceeded a screening value.  

 

Table 2: Number of tests carried out by companies in England 

Company  

Place of  sampling  
Number of 
tests per 
company  

Target 
number of  

tests  

Water 
treatment 

works  

Service 
reservoirs  

Consumer 
taps 

(zones)  
  

Af f in i ty 
Water  

69,092 
(93)  

30,776 
(152)  

90,132 
(89)  

190,000 190,087 

Albion W ater  
0 

(0)  
0 

(0)  
647 
(2)  

647 647 

Angl ian 
Water  

128,888 
(133)  

84,657 
(328)  

145,644 
(164)  

359,189 359,416 

Bournemouth 
Water  

11,198 
(7)  

6,033 
(23)  

17,068 
(10)  

34,299 34,412 

Br isto l W ater  
23,543  

(15)  
45,401 
(159)  

36,556 
(27)  

105,500 105,603 

Cambr idge 
Water  

12,922 
(20)  

6,248 
(31)  

8,452 
(9)  

27,622 27,630 

DȐr Cymru 
Welsh Water 
(Eng)  

8,369 
(8)  

6,378 
(16)  

6,410 
(12)  

21,157 21,157 

Essex and 
Suf folk  
Water  

21,273 
(22)  

19,857 
(99)  

55,426 
(44)  

96,556 96,580 

Icosa W ater  
0 

(0)  
0 

(0)  
990 
(7)  

990 990 
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Independent  
Water 
Networks  

0 
(0)  

0 
(0)  

3,451 
(17)  

3,451 3,453 

Leep W ater 
Networks 

0 
(0)  

0 
(0)  

269 
(1)  

269 269 

Northumbr ian 
Water  

38,688 
(34)  

51,348 
(202)  

77,587 
(72)  

167,623 167,799 

Portsmouth 
Water  

19,097 
(16)  

7,351 
(31)  

19,490 
(13)  

45,938 46,016 

Scot t ish and 
Southern 
Energy (Eng)  

0 
(0)  

0 
(0)  

4,938 
(24)  

4,938 4,938 

SES W ater  
12,594 

(8)  
7,268 
(35)  

19,372 
(20)  

39,234 39,234 

Severn Trent 
Water  

113,198 
(130)  

90,569 
(450)  

 213,406 
(198)  

417,173 418,022 

South East  
Water  

68,994 
(88)  

57,427 
(227)  

84,895 
(72)  

211,316 211,344 

South 
Staf fordshire 
Water  

21,144 
(20)  

6,712 
(33)  

37,192 
(21)  

65,048 65,063 

South W est 
Water  

46,612 
(32)  

66,227 
(256)  

61,463 
(32)  

174,302 174,554 

Southern 
Water  

78,492 
(84)  

51,550 
(204)  

81,816 
(74)  

211,858 211,877 

Thames 
Water 

91,922 
(97)  

75,391 
(379)  

271,196 
(253)  

438,509 439,449 

United 
Ut i l i t ies  

94,849 
(83)  

88,506 
(348)  

177,816 
(229)  

361,171 375,988 

Veol ia W ater 
Projects  

796 
(2)  

1,204 
(6)  

580 
(1)  

2,580 2,580 

Wessex 
Water  

49,918 
(68)  

81,389 
(338)  

48,193 
(78)  

179,500 179,791 

Yorkshire 
Water  

86,261 
(54)  

89,070 
(346)  

168,436 
(89)  

343,767 343,860 

England 
overall  

997,850 
(1,014)  

873,362 
(3,663)  

1,631,425 
(1,558)  

3,502,637 3,520,759 

Note:  Numbers  in  b rackets  re f lec t  the number  o f  works ,  reservo i rs  or  zones  operated by that  
company in  the reg ion in  2019.  Some  companies  a re  perm i t ted to  ca r ry  out  some  tes ts  on samples  
taken from supply points rather than from consumersô taps. 
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Compliance with standards 

 
Compliance Risk Index  

The Compliance Risk Index is a performance measure designed to i l lustrate 

the r isk aris ing f rom failures to meet dr inking wate r standard for the 

parameters specif ied within the regulat ions. I t  aligns with the Drinking Water 

Inspectorateôs risk-based approach to water supply regulat ion. The Index 

assigns a value to the signif icance of  the fail ing parameter, the proport ion of  

consumers potentially affected and an assessment of the companyôs 

response. The measure i l lustrates the performance of the industry as a  

whole, based on the companies and their four elements of  a  supply system: 

treatment works; supply points; service reservoirs ; and consumerôs taps.  

For 2019, the CRI for England was 2.80. The National CRI (England and 

Wales) was 2.87, which is an improvement in performance from 3.87 in 2018 

and 3.56 in 2017. The notable reduct ion is attr ibuted to a general 

improvement in al l four components of  this index. However, the change is 

most noticeable in the supply point component, which reduced  to 0.05 with 

only three companies recording failures at this stage  of  the supply system. 

Steady improvement at consumersô taps and treatment works has also been 

noted. The failures due to service reservoirs were half  those in 2019 

compared to the previous year.   

 

Figure 2: Company CRI and Industry CRI 2019 for England  
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From 2020, companies have an individual outcome CRI of  2 as a common 

performance commitment agreed with the economic regulator Ofwat. This 

value was based upon an est imated median companies should reasonably 

achieve by 2020. The median is a more representat ive number for  a var iable 

and skewed dataset where data is not normally dist r ibuted. I t  weights equal ly 

to a middle value and is not inf luenced by individual underperformance 

present ing a suitable target for companies to achieve. The actual median 

value for 2019 is 1.73 and this has been re lat ively stable over the last three 

years. Over half  of  companies are now meeting this outcome and it  is not 

unreasonable for all companies to achieve this given that in some instances 

failure to meet this CRI has been ent irely within their control.  

Considering company performance,  there was signif icant improvement in the 

scores of  four companies, South Staffs Water, Southern Water, Severn Trent 

Water and Aff inity Water. The marked reductions in the CRI scores 

respect ively were:  13.18, 3.93, 4.41 and 3.45. However, only Aff inity Water 

improved suf f iciently to fall below the industry CRI. There was also a 

noticeable deteriorat ion in the CRI score for Yorkshire Water, Bristol Water, 

Cambridge Water, South West Water, Northumbrian Water and United 

Uti l i t ies Water whose CRI scores are al l  above the industry median.  

CRI permits the unpacking of  the key contr ibutors to each element within the 

score to understand where the r isks are aris ing and these can be seen in the 

pie chart below. The data includes al l fai lures of  the Regulatory Standards 

and Indicator parameters taken at treatment works, service reservoirs and 

consumer taps and used for the CRI.  

 

Figure 3: CRI Prof i le for the industry in England  
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There were 16 compliance failures in 2019, which attracted a CRI score in  

excess of  0.5. I t  is worth consider ing why these failures attracted the highest 

scores; with an aim to encourage companies to do better in future to prevent 

failures occurring and improved mit igat ion for those that do. 

The f irst point to make is that 13 of  these 16 breaches occurred at treatment 

works. I t  is the case that  6% of the 1,209 breaches occurred at treatment 

works in 2019, with the predominant failures relat ing to col iforms and 

turbidity.  The Inspectorate encourages companies to focus on treatmen t 

performance as this has signif icance in terms of  widespread effect.  

Treatment works with microbiological fai lures present a r isk to public health 

and this year many of  the poorest CRI scores related to  works with structural 

problems in contact tanks.  

Recommendat ions were made to South Staffs Water following a turbidity 

failure at Seedy Mil l works in March. The company were unable to identify a 

root cause and considered that a contaminated sample bott le may have bee n 

the cause. The company were unable to identify any fail ings of  the treatment 

process associated with the turbidity fai lure. The Inspectorate made 

recommendat ions to improve the sampling procedure and to review its 

preparat ion of  the water for disinfect io n. More robust invest igations that 

ident if ied a root cause and subsequent mit igat ion may have negated the need 

for the Inspectorate to take act ion.  

Treatment issues at Restormel works, in May and Lit t lehempston works in 

June both led to recommendations being made to South West Water. 

Coliforms were detected at Restormel works and the company identif ied 

leaks into the contact tank and carr ied out a temporary external repair.  The 

company did not provide a t ime bound plan to complete the repairs, requir ing 

the assessing Inspector to make a recommendation that this was completed 

in a t imely manner . At Lit t lehempston works, the company att r ibuted a 

turbidity failure to be associated with f lushing of  an onl ine monitor, which 

shared the sample supply. This is a con travention of  long-standing guidance 

from the Inspectorate and the company subsequent ly changed the sample 

l ine to be dedicated for regulatory purposes only. However, the company 

failed to identify any measures to prevent a recurrence of  sett lement of  

deposits in the sample l ine, and the l ikel ihood of  a further breach of  

regulat ion 16. The Inspectorate made recommendations accordingly.  

The CRI score for Bristol Water was negatively impacted by two compliance 

failures at Barrow works. In November, the compa ny removed the contact 

tank f rom supply af ter Coliforms were found in the Final Water and ingress 

had been detected. Whilst the Inspectorate considered this unl ikely to recur, 

al l companies should regularly assess whether ingress into contact tanks can 

be avoided, before the supply system becomes  contaminated. In addit ion, 

there was also a turbidity failure, which the company reported was due to the 
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disturbance of  deposits in the out let main. The disturbance in the outlet main 

(not the contact tank itself ) was considered unlikely to recur  but the 

Inspectorate wil l monitor the situat ion.    

Coliform breaches occurred at Southern Waterôs Testwood and Burham works 

in November and September respectively. Both sites are already subject to 

legal instruments to address treatment fail ings. Ingress r isks at Testwood 

works were ident if ied on an air valve and an associated break pressure tank . 

At Burham works wide ranging improvements are required to address 

potent ial microbiological issues including improvements to clarif icat ion and 

f i l t rat ion processes.  

A recommendation was made for Cambridge Water to carry out a r isk 

assessment of its laboratory supplierôs procedures due to three sample 

failures in July and August being associated with contaminat ion of  the 

analytical laboratoryôs disinfectant. The poor practice has had a substant ial 

impact on Cambridge Waterôs CRI score for the year. 

Yorkshire Water responded appropr iately  to the fai lures of  the E.coli and 

total col iform standards at Elvington works. The invest igation ident if ied 

ingress through the roof  joints  in one of  the contact tanks as the most l ikely 

cause of  the failure. The company has subsequent ly repaired the leak s. The 

impact of  an E.coli fai lure at a large treatment works was the reason  for the 

relat ively high score.  Companies are advised to consider whether 

preventat ive measures, such as more f requent internal inspection of  contact 

tanks would reduce the l ikel ihood of  failure.  

Yorkshire Water also detected a col iform in a sample f rom Chellow Heights 

works in August. The company had ear l ier  detected  col iforms at the works in 

June 2019. The company were unable to remove one of  the contact tank 

compartments f rom supply at the t ime of  the failure to check for ingress. T he 

company committed to upgrade the works and install a dedicated run to 

waste at this strategic site. Further engagement was required by the 

assessing Inspector in order to ensure a transparent t imescale associated 

with the improvement work was identif ied . 

A col iform detect ion at Heaton Grange reservoir,  a strategic reservoir 

operated by Essex and Suffolk Water occurred in October. The company 

were unable to f ind a cause for the failure. The impact of  this failure is 

increased as the company chose to submit a sample f rom the combined 

outlet rather than each of  the f ive individual compartme nts at the site.  

The most signif icant CRI score for  Northumbrian Water occurred at Horsley 

works, where a col iform failure was detected in October . Despite an 

extensive investigation,  the company were unable to determine a cause.  

There remained the possib il i ty that the cause was l inked to the temporary 

bypass of  the GAC plant, a poor seal on the treated water sump, or the 
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condit ion of  the sample tap. A key factor for a high CRI score is the 

proport ion of  the output f rom the works in relat ion to the daily output for the 

company.  

South East Waterôs Maidenhead Pumping Station failed the coliform standard 

in September. This was the second failure in three years and the companyôs 

investigation highl ighted egress f rom the contact tank  as an issue. The 

company considered that as the tank  remained under posit ive pressure at al l 

t imes the egress could not be the cause . However, the company could not 

remove the contact tank f rom supply at the t ime of  the investigation due to 

water resource issues. The Inspectorate considered that the structural f laws 

identif ied amounted to an ongoing r isk of failure and recommended that steps 

be taken to address the tank integrity and disinfect ion r isks.  

As can be seen the recurring theme in the majority of  these fai lures is the 

detection of coliforms at treatment works and often water companiesô inability 

to address the structural r isks promptly. Companies are advised to review 

their works and put in place appropr iate short term and medium term steps to 

address the r isks of  tank ingress. I t  is also advisable to present clear plans 

of  how and when the issues ident if ied shal l be addressed.  
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Learning from compliance failures 
 

The key water quality results for England are presented in the following 

tables showing the results for microbiolog ical parameters (Table 3) and 

chemical and physical parameters (Table 4). A summary of  the results of  

test ing for al l parameters and tables that  contr ibute to the dr inking water 

quality performance indices for each company can be found on the DWI 

website (http:/ /www.dwi.gov.uk). 

 

Microbiological parameters 

Table 3: Microbiological tests -The number of  tests performed and the 

number of  tests not meeting the standard  

Parameter  
Current  

standard 

Total 
number 
of tests 

Number of 
tests not  
meeting 

the 
standard 

Addit ional 
information 

Water leaving water t reatment works  

E.col i  0/100ml 172,992 4 
AFW  (1),  UUT (1) ,  
YKS (2)  

Col i form bacter ia  0/100ml 172,992 46 

AFW  (1) ANH (4) ,  
BRL (1) ,  CAM (3),  
NNE (1) ,  SEW  (3),  
SRN (13),  SVT (6) ,  
SWT (3),  TMS (1),  
UUT (4),  W SX (1),  
YKS (5)  

Clostr id ium 
per fr ingens  

0/100ml 29,532 9 
AFW  (2),  ESK (1),  
NNE (2) ,  SVT (2),  
YKS (2)  

Turbid i ty1  1NTU 172,799 25 

AFW  (1),  ANH (2),  
BRL (2) ,  DWR (1),  
NNE (2) ,  SBW  (1),  
SEW (1),  SST (1),  
SVT (6) ,  SWT (3),  
TMS (1) ,  UUT (1),  
YKS (3)  

Water leaving service reservoirs  

E.col i  0/100ml 185,010 11 

ANH (2) ,  NNE (3),  
SEW (1) SRN (1),  
SVT (1) ,SWT (1),  
WSX (2)  

Col i form bacter ia  

0/100ml in 
95% of  tes ts 

at  each 
reservoir  

185,010 95 

AFW  (4),  ANH (6),  
BRL (3) ,  ESK (2),  
NNE (10) ,  SEW 
(5),  SRN (6) ,  SST 
(1),  SVT (20),  SWT 
(3),  TMS (12),  UUT 
(2),  W SX (12),  

http://www.dwi.gov.uk/
http://www.dwi.gov.uk/
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YKS (9)  
The fo l lowing 
reservoirs  in  the 
region d id not  
meet the 95% 
compl iance ru le :  
SVT Callow,  
Har t ington and 
Snai lbeach DSRs 
(out of  service) .  

Water sampled at consumersô taps 

E.col i  0/100ml 144,104 32 

AFW  (1),  ANH (2),  
CAM (1),  ESK (1),  
NNE (2) ,  SRN (3),  
SVT (6) ,  TMS (13) , 
UUT (3)  

Enterococc i  0/100ml 11,589 3 
SEW (1),  SRN (1) ,  
TMS (1)  

1Turb id i ty is  a  cr i t ica l  c ontro l  parameter  for  wate r  t reatment  and d is in fect ion.  

 

 

Al l compliance failures are signif icant and are invest igated by the company 

and the Inspectorate in turn assesses the companyôs findings.  Al l failures 

contr ibute to the Compliance Risk Index and the  signif icance, impact and 

act ions taken by the company or required by the Inspectorate inf luence the 

score for each failure and guide the Inspectorate in ident ifying those 

requir ing closer examinat ion.  

 

E.coli  at works  

In 2019, E.col i  was detected on four  occasions (2 YKS, 1 AFW, 1 UUT) out of  

a total of  172,992 tests  taken from water treatment works.  

The detect ion of  E.col i  at works wil l always remain signif icant. The regulatory 

minimum for companies is to ensure no fai lures for this parameter but 

part icularly so when it  is sampled in a process completely within the c ontrol 

of  a company. At the high levels of  water quality exper ienced in this country, 

a single E.col i  detect ion is notable.  

I t  was disappoint ing therefore, that the f irst failure of  the year w as where 

United Ut i l i t ies concluded that the E.col i  fai lure at i ts Buckton Cast le works, 

in May, was caused af ter the sampler opened their van door and a crate of  

samples fell to muddy standing water on the ground.  

Companies would do wel l to appreciate that there are two issues associated 

with sample bott les, which may init iate a review of  pract ice. The methodology 

of  storage and transport should be r isk -assessed, ensur ing a means of  

restraint for the boxes is in place where required. In addit ion,  aseptic 

methodology in the laboratory must be re -assessed whenever the t ransfer of  
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any contamination f rom the surface of  a bott le is bel ieved to have caused a 

microbiological fai lure.  

During September, Yorkshire Water detected E.coli  at Great Heck No2 works. 

Investigations identif ied that work carr ied out in 2016 -17 to raise headworks 

above f lood water levels resulted in a leaking f lange, allowing water into the 

borehole. Levels of  E.col i  were >100/100ml which is a completely 

unacceptable r isk, even with UV disinf ect ion at this s ite. The company were 

quick to remove the works f rom supply, putt ing public health f irst.  Companies 

should of  course be ensur ing any retrof it t ing of  improvement works are f ree 

f rom creating hazards to water qual ity.  

Also in September Aff in ity Water detected E.coli  at Holywell works. Two 

samples collected on the same day at the works were a raw and a f inal water 

sample. The investigation concluded circumstantial ly that the samples were 

inverted, as dis infect ion by-products were found in the raw sample and none 

were found in the f inal sample. Human error always remains a potential 

cause for such circumstances. However, the Inspectorate bel ieves it  is very 

difficult to eliminate by just ñretrainingò the sampler. The lessons learnt by a 

company should focus on how a process or procedure makes it  unl ikely for  a 

recurrence, as rel iance to st ick the r ight label on the r ight bott le wi l l  always 

be prone to error.  

Yorkshire Water took act ion to inspect its contact tank compartments at 

Elvington works following an E.coli  fai lure in November. Both compartments 

contained granular act ivated carbon (GAC), carr ied over  f rom the upstream 

process, which would have a potent ial to compromise the disinfect ion 

process. In addit ion, the assessment found water ingress into the contact 

tank, despite earl ier repairs in June. Whilst  repairs were carr ied out , the 

failure mechanism may never have ar isen had  the company considered a 

wider r isk assessment following  a number of  failures at service reservoirs 

downstream of its works in early 2019. Given the information the company 

had avai lable f rom the service reservoir sites and its own investigation, this 

breach was perhaps foreseeable and preventable.   

 

E.coli  at service reservoirs  

E.col i  detect ions at service reservoirs increased from six in 2018 to 11 in 

2019 (ANH 2, NNE 3, SEW 1, SRN 1, SVT 1, SWT 1, WSX 2). 

Like water treatment works, the regulatory minimum for service reservoirs is 

for no failures of  this parameter. Sites are entirely in control of  the water 

company so no failures are a real ist ic expectat ion.  

Af ter six months without a single failure, the f irst of  the year in England 

came at Fl int Hi l l  Reservoir (ANH) on 12 July. Over July and the f irst two 
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weeks of  August there were six E. col i  failures which accounts  for just over 

half  of  the total annual failures.  

In response to the failure at Flint Hil l  Anglian Water isolated the reservoir 

f rom supply on the day the result  became known. This is an example of  

quick act ion to protect the public. W ithin four days an i nit ia l internal 

inspect ion was conducted together with a roof  inundation test.  The 

inundat ion test ident if ied potential areas of  ingress around three of  the four 

air vents on the reservoir roof  and the reservoir hatch. Al l potential point s of  

ingress were sealed external ly.  

Also at Angl ian Water, Yel l ing Tower was taken  out of  supply the day af ter a 

failure for E col i  and col iforms in August. Internal inspect ion and inundat ion 

test ing identif ied potential ingress around the internal r ing wal l and roof .  

Northumbrian Water detected E.coli  in their South Moor reservoir in July. 

The company failed to adequately monitor  chlor ine levels on returning the 

reservoir to supply fol lowing a period of  standing of  eight days.  

In response to a failure also in July, Longc ross Reservoir (South West 

Water) was bypassed and a comprehensive inspect ion was undertaken, 

including two roof  inundat ion tests. No ingress was ident if ied through the 

roof  structure. Gauze was added to an overf low pipe as it  could potent ially 

have been a source of  contamination.  

A single E.col i at Blackmore Reservoir ,  Severn Trent Water , resulted in its 

removal f rom supply following some enabl ing work. An internal inspection 

and f lood test did not f ind a cause for the failure.  

Af ter a f lood inundat ion tes t,  ingress was discovered at Ryhope Reservoir 

(Northumbrian Water),  the company rapidly removed the tank f rom supply 

the day of  the failure in August protect ing the public.  

According to the Meteorological  Off ice, July 2019 saw the highest 

temperature ever recorded in the UK, but Cheshire received more than twice 

the average rainfall for the month (219%). Other counties in central and 

northern England, including Lancashire, Staffordshire , Derbyshire and 

Leicestershire, also received more than one -and-a-half times the monthôs 

typical rainfal l for July. Between August 1 and 17 rainfall was about 5% 

above the nat ional average. Anglian Water acknowledged that the E.col i 

failures and four other microbiological fai lures at reservoirs coincided with 

this per iod of  heavy rain. Whilst this l imited data cannot conclusive ly show 

there is a l ink between rainfall and failures, the combinat ion of  heat, rain 

and points of  potential ingress increase the l ikel ihood of  failures. The 

number of  failures in such a concentrated t ime is unl ikely to be due to 

coincidence.  

The remaining f ive fai lures descr ibed below occurred in the last third of  the 

year. Of these f ive, three were found to have some ingress on invest igation.  
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At South East Waterôs Wych Cross reservoir, E.col i was detected in 

September. During the internal inspection, ing ress was observed at the hatch 

upstands and repairs were made. The site had a col iform detect ion in June 

but act ion was postponed due to upstream reservoirs being out of  service at 

the t ime. The company therefore accepted the r isk of  a microbiological fail ure 

over operational supply. Companies are well aware that known risks should 

be mit igated at the earl iest opportunity and may need to consider longer -term 

asset planning to support local supply resi l ience.  

Wessex Water inspected and cleaned Standlynch se rvice reservoir fol lowing 

the detect ion of  E.coli  in October, but were unable to f ind a cause for the 

failure. Chicken manure had been spread in a nearby f ield but  there was no 

evidence of  contamination f rom this source in the reservoir or  the sampling 

facil i t ies. Ingress around hatch covers, a fail ing seal and deteriorat ing f loor 

joints were found at Wessex Waterôs Hampton Down service reservoir in 

October. The company took act ion to undertak e repairs and improved the 

sampling arrangements at the site.  

Northumbrian Water were unable to f ind a cause for E.col i  detect ion at 

Brownhil ls service reservoir in November. The company had instal led a 

secondary booster chlor ination system upstream of th e site in 2019, to 

elevate chlor ine residuals, but this had not been operat ional during the 

summer due to maintenance issues. The company drained, c leaned and 

inspected the fail ing compartment. No ingress was found.  

Poor chlor ine residuals at Southern Waterôs Beedingwood service reservoir 

are thought to be due to poor organics removal at the upstream Hardham 

High works. The company also identif ied ingress around unsealed hatches as 

the most probable cause of  the E.col i  detect ion in November. The 

Inspectorate recommended further invest igation into the root cause of  the 

low chlorine residual at this site.  

I t  is commendable in many cases the speed at which companies react and 

the act ions they take to ensure supplies are removed where E. col i  has been 

detected.  In this respect consumers should have conf idence in their water 

supply. I t  is also commendable that companies are carrying out extensive 

investigations which can be ver y protracted and include enhanced monitor ing 

and physical test ing such as inundat ion tes t ing. I  am pleased to see water 

companies are open about the investigations and it  is possible to therefore 

see ingress as the primary cause, of ten when coupled with rain. This does 

move the industry into a new level of  maturity where sampling and analysis  is 

now not the common excuse. In their development  companies are potent ially 

opening themselves to crit ic ism, but the learning is invaluable because 

everybody knows the chal lenges, the task is not to have to be reactionary to 

a failure as inevitably, the cost of  being reactionary wi l l be higher.  
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Coliforms at works  

In 2019, there were 46 detect ions of  coliforms at treatment works. The 

number of  failures found is in a relat ively steady state with 41 in 2017 and 58 

in 2018. As with E. col i  the minimum regulatory expectat ion for this 

parameter is zero. As the assets are entirely in the control of  the company 

and the samples are taken just as the water leaves a treatment works this 

expectat ion is not unreal ist ic.  

Repeated col iform detect ions always require inv estigation to determine a root 

cause, as they might indicate integrity fai lure such as storage tanks, site 

connections/piping/valves or suboptimal processes, among other causes. 

Assessment of  company act ions in response to detect ions of  col iforms at 

treatment works identif ied the following:  

Southern Water on their own accounted for  28% of the failures recording a 

total of  13 in 2019. Assuming al l failures are equal,  this is s ix t imes the 

expected failure rate for a company of  this size. Whilst this is a cru de 

est imat ion it  emphasises the disproport ionate contr ibut ion by this company. 

From these failures, four were at Testwood works accounting for 8. 5% of all 

the failures in the country. This works was the single largest contr ibutor to 

the CRI in 2018 for col iforms account ing for 30% of the score . Whilst the 

score for 2019 is just over 14%, Southern Water as a whole accounts for 

31% for 2019. Invest igations pointed to an air valve on the main between the 

break pressure tank and the clear water tank or integrit y issues on either of  

the tanks. Testwood works is subject to a legal improvement notice requir ing 

a refurbishment of  key stages of  treatment in the next f ive years.  

At Hazel ls works in March Southern Water failed to determine a cause 

despite an investigat ion but the company observed that the sample tap was 

in poor condit ion. In February and September col iforms were detected at 

Broadwater works. The f irst failure was identif ied as unl ikely to recur on the 

basis the tap had been replaced on the same day.  On the second failure the 

company made suggestions for the failure w ithout any substantial support ing 

information.  Large volume investigational samples should always be 

considered an option to monitor more robustly any site where uncertainty 

exists as to the cause. Enforcement act ion following the second coliform 

failure at the Broadwater works is ongoing af ter the company identif ied 

several risks in the companyôs own hazard reports. In addition to Testwood 

works, failures at Southern Waterôs Goldstone Hove works are subject to 

legal improvement notices .  

Southern Water also ident if ied a number of  issues at Northbrook Worthing 

works, following a coliform detect ion in November. The company planned 

actions to invest igate potent ial ingress to the treated water sump ; replace 

the pressure rel ief  valve on a GAC contactor; replace t he f inal sample tap 
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and make repairs to the tapping point ;  and pump out standing water f rom all 

chambers on site.  The company were able to show a clear, t imely and t ime 

bound plan to address these issues and further enforcement  was not 

considered necessary in l ight of  the company act ions.  

Final ly, there were two coliform failures at Southern Waterôs Hardham works, 

both in December. The Inspectorate had already issued a not ice for the 

company to identify and address dis infect ion r isks, which is currently 

ongoing. The company took act ion to remove and clean one of  its contact 

tank compartments and a second compartment was out of  service for 

cleaning and maintenance at the t ime of  the breaches. T he company were 

able to demonstrate that dis infect ion standards h ad been maintained, 

however the investigation found evidence of  mole burrows near the contact 

tank. The company are committed to removing a clear water tank 

compartment and have also taken the opportunity to improve the sampling 

facil i t ies to comply with the company standard.  

The Inspectorate considered enforcement following two coliform failures at 

Severn Trent Waterôs Mitcheldean works in January and March. The company 

had failed to act on concerns raised by the Inspectorate following an audit  of  

the site in November 2017. Belatedly,  structural integrity issues were 

addressed at the site and had init iated enhanced sampling at the contact 

tank outlets, f inal water and through-plant sampling three t imes a week. All 

samples were satisfactory.  

At Angl ian Waterôs Barrow works, ingress on two of  the hatches, in 

combination with standing water on the tank roof ,  was ident if ied af ter a 

col iform failure in January. Fol lowing satisfactory repairs to the contact tank, 

the failure is  considered unlikely to recur.  This example highl ights robust 

act ion taken by the company to act in response to f inding coliforms. By 

focussing on coliform failures and predictors of  failure, companies wi l l secure 

water suppl ied to consumers with a higher degree of  certainty.  

Wessex Water fai led to determine a cause following a col iform detect ion at 

Tucking Mil l works in May. The sample was taken within three hours of  the 

site being returned to supply, subsequent samples were al l  clear and the 

investigation could not def init ively ident ify a ca use. A faulty air valve was 

found at the site and repaired, but this could not be conclusively l inked to the 

failure.  

At Thames Waterôs Darenth works a failure occurred in May. Col iforms have 

been detected at this works previously, in 2014, 2017 and 2018. No cause 

was found for any of  these failures and consequent ly the Inspectorate could 

not conclude that a future failure wi l l not occur  with this failure being the 

third year in a row. Subsequently and long overdue, the company have 

committed to a number of  improvements including seal ing the borehole 

headworks; investigation of  the del ivery main surge vessel,  which highlighted 
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issues of  poor turnover; a CCTV survey of  the borehole; and relocation of  the 

sampling facil i t ies to a purpose built  k iosk. It  was only fol lowing  this 

commitment that the inspector was sat isf ied that appropr iate act ion was 

being taken to mit igate the r isk. The Inspectorate wi l l continue to monitor this 

situat ion to ensure a satisfacto ry outcome.  

South West Water identif ied ingress into the treated  water tank at Restormel 

works whi lst investigating a coliform breach in May. The company made a 

temporary repair and planned to make more permanent repairs when the tank 

is removed from supply. South West Water did not commit to complete this 

within a given t imescale which led to a recommendat ion. South West Water 

subsequently provided evidence that the permanent repair had been 

completed.  

Cambridge Water detected coliforms at three water tre atment works during 

July. Two of  these detect ions at Duxford Grange and Babraham works and a 

zonal compliance sample in Coton, as well as f ive other operational samples 

at works, were al l identif ied as Serrat ia marcescens .  A further zonal sample 

at Cambridge South zone taken at the same t ime as Duxford Grange and 

Babraham works also contained an unidentif ied Serrat ia spp. Serrat ia spp is 

commonly found in the environment, is part icular ly hardy and wel l known to 

analyt ical microbiologists as a potent ial cont aminant. Serrat ia marcescens  is 

notable by the red colorat ion and is easi ly identif iable on culture. This 

bacterium was subsequently found in the bott les used for di lut ing the spray 

dis infectant for sampling, which is the very solut ion intended to prevent 

contamination. Recommendations were made regarding regular checks  of  

the analyt ical provider (who di lute the disinfectant sprays). A dis infectant 

blank to quality assure the spray is now used but arguably should have been 

something that was normal pract ice  and a lesson for all laboratories.  

Further col iform failures fo r Cambridge Water at Heydon works f inal water 

and at Heydon Reservoir 1a, conf irmed as the same species, Serrat ia 

proteamaculans. The impl icat ion is that the failures f rom Heydon Borehole  

and Heydon Reservoir were direct ly l inked to each other, but not 

conclusively to the other failures with Serrat ia spp. Invest igations on site did 

not identify any other reason, as al l samples in the downstream zone were 

satisfactory. However, the company removed Heydon from supply. The 

outcome of  these investigations are a  clear learning to all companies of  the 

consequence of  laboratory associated contaminat ion, which always remain a 

r isk. 

Coliforms were detected at South East Waterôs Maidenhead pumping stat ion. 

The contact tank is known to have what is described by the com pany as an 

'egress' leak point as the tank is said to be under posit ive pressure. 

Pressure is relat ive to a number of  var iables including the volume and 

therefore weight of  the water in the t ank relat ive to the external 

environment. Potent ial contamination  by external contaminants may be 
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possible on f luctuation of  f lows and pressures dur ing pumping or by external 

factors such as heavy rain. Because there have been two coli form 

detect ions in a three-year per iod f rom this site, concurrent with evidence of  

a leaking contact tank, the Inspectorate considers there is suff icient 

evidence for foreseeable r isks of  supplying unwholesome water with 

potent ial r isks to publ ic health f rom Maidenhead Pumping  Stat ion. 

Recommendat ions have been made to complete any remedial  work required 

on the tank and work wi l l be followed up at l iaison meet ings. Considerat ion 

wi l l be made as to whether this should be formalised within a Notice to 

secure regulatory mit igat ion  of  future r isk.  

Fai lure to complete mit igat ions has been ident if ied to the Industry before and 

companies are reminded that it  is in their interest and those of  their 

consumers that robust act ions are taken on ident if icat ion of  r isk. The 

Inspectorate wil l remain focused on acceptable outcomes.  

 

Coliforms at service reservoirs 

Out of the 96 col iform failures dur ing the year, 50 were detected in the third 

quarter of  the year. Such a notable number ref lected the met eorological 

condit ions during this period, with excessive and prolonged rainfal l as 

previously described in the section E.col i  in service reservoirs. I t  is in this 

context that companies should always investigate thoroughly the possibi l i ty 

of  ingress as a real cause of  col iform failures. I t  is notewo rthy that three 

companies with the highest number of  failures, ( ANH, SVT & NNE), in al l 

cases carr ied out in depth investigations including internal inspections, 

inundat ion or f looding tests and enhanced monitor ing. Taking the viewpoint 

that a col iform fai lure is an opportunity to carry out ear ly response to secure 

the asset f rom future failures is to be commended. Dur ing this period 

recommendat ions were made to several companies about investigations, 

which could wel l be improved to mit igate future r isk inc luding regularly 

reviewing plate count data and looking at  weath er condit ions in relat ion to 

spott ing reservoir ingress and water qual ity deter iorat ion in a t imely manner. 

In some examples the importance of  routine reservoir inspections and r isk 

based targeting of  inspections were also emphasised as assessing r isk must  

be dynamic rather than set to an engineering standard period.  

For the remainder of  the year, there were some notable anomalous 

situat ions:  

The Inspectorate identif ied shortcomings in Thames Waterôs investigation of 

col iform failures at its Wyck Beacon res ervoir,  reported in January. Whilst 

enhanced monitor ing was undertaken and satisfactory, there were issues to 

note including the chlor ine level f rom the supplying works registering as zero 

coupled with a depressurisat ion of  the upstream main, which the com pany 
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had not sought to verify af ter previous fai lures and concerns around the air 

valves in the network. Recommendations were made to ensure that network 

f lows and pressures were considered as  part of  bacteriological failure 

investigations at service reservoirs.  

Fol lowing a col iform failure at Snailbeach service reservoir,  Severn Trent 

Water detected elevated turbidity readings at the supplying works . The 

Inspectorate recommended action be take n at Snai lbeach, as well as at Ford 

works, where similar  turbidi ty issues had been identif ied. The company 

committed to install var iable speed dr ives to address the transient turbidity 

r isk seen dur ing pump changeover.  

Severn Trent Water removed a single compartment of  Rainbow Hil l service 

reservoir f rom supply following a col iform detect ion in May.  However, the 

investigation was delayed by a lack of suitable sampling facil i t ies to 

determine which compartment was the cause of  the failure. The Inspectorate 

recommended the removal of  a further compartment and that the company 

implement suitable mit igat ion unt i l complet ion of  the overal l assessment . The 

Inspectorate suggested that the company instal ls dedicated sampling points 

for each compartment.  

The Inspectorate recommended that Star Horsham service reservoir operated 

by Southern Water be removed from service for inspection and cleaning as 

soon as is pract icable following the col iform detect ion in December. An 

external inspection of  the reservoir had highlig hted r isks of  ingress f rom a 

worn membrane, soi l  sl ippage around  the soff it  and holes in the embankment 

exposing the concrete walls.  

In May, col iforms were detected at Balsdean Rott ingdean service reservoir.  

This reservoir was last inspected 2014 where points of  ingress through joints 

in the roof  soff it  were observed. Whilst an extensive investigation was 

carr ied out and no cause found, the company consider the condit ion of  the 

sample tap was the most l ikely cause.  The reservoir remains under review 

but was not scheduled for an internal inspection .  

For the remaining col iform detect ions during the year, scrut iny of  company 

act ions by the Inspectorate resulted in the conclusion that the company had 

taken suff icient act ion for the failure to be unl ikely to recu r, or that the 

company had carr ied out a satisfactory investigat ion but no root cause could 

be conf irmed. Recommendations or suggestions were made where required.  

 

Clostridium perfringens 

In 2019, Cl. perfr ingens  was detected on nine occasions (AFW 2, ESK 1, 

NNE 2, SVT 2, YKS 2) out of  a total of  29,532 tests taken in zones. This is a 
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signif icant improvement on 21 fai lures recorded in 2018. The parameter 

contr ibutes to CRI.  

Clostr idium perfr ingens can be  a useful indicator of  either intermittent or 

histor ical faecal contaminat ion f rom a source water  and consequently the 

eff icacy of  t reatment, part icular ly f i l t rat ion. I t  is therefore the reason why a 

detect ion f rom a zonal sample requires verif icat ion that the treatment 

process is operating as expected  whi lst  equally excluding network and 

domestic system causes.  

In March Aff inity Water reported a detect ion of  Cl. perfr ingens  in their Mixed 

Zone. This zone is supplied by Horsley Cross works which the company 

established was operating satisfactori ly and there w ere no signif icant 

act ivit ies on the local distr ibut ion network around the t ime the sample was 

taken. Whilst re-samples for Cl. perfr ingens were taken at neighbouring 

propert ies only routine samples were taken at the works which did not 

include this parameter. The Inspectorate made recommendations for Aff inity 

Water to improve their  procedures fol lowing the detect ion of  Cl. perfr ingens 

in a sample taken in its Col indale/ Kingsbury zone in October.  Whilst tests 

for coliforms and E.col i were taken from the supplying Clay Lane works, the 

company fai led again to analyse the  samples for Cl. perfr ingens in breach of  

regulat ion 19.  

Northumbrian Waterôs investigation into a Cl. perfr ingens failure in its Hebron 

and Ashington supply zone in March identif ied a failure to continuously ver ify 

dis infect ion at Tosson works, due to ae rat ion in the sample l ine to a 

turbidimeter. Fol lowing a recommendation by the Inspectorate the company 

committed to ensure the sample l ine remains charged at al l t imes to prevent 

aerat ion causing an ongoing breach of  Regulat ion 26. Companies are 

advised to carry out similar assessments for water qual ity monitors at al l 

treatment works to ensure that the readings are always representat ive of  the 

water suppl ied to consumers.  A failure in the companyôs Pelton Zone in July 

found no cause. Al l resamples in the neighbour ing propert ies and at the 

service reservoir were clear of  Cl. perfr ingens .  Whilst the company were able 

to show the works was operat ing within l imits and al l samples from the works 

were sat isfactory, this did not include any works sampling for Cl. perfr ingens. 

In the Essex and Suffolk area of Northumbrian water, a Cl. perfr ingens failure 

in the Thames Zone in February could not be attr ibuted to any cause. 

However, the company were able to demonstrate sat isfactory Cl. perfr ingens 

results through the works on the day and preceding day, evidencing the 

satisfactory operation of  the works , in conjunction with  al l other associated 

water qual ity telemetry.  

Of the two remaining companies who detec ted Cl. perf ingens ,  Severn Trent 

carr ied out extensive invest igat ions into their two failures in Ruddington 

zones and Kingstanding zone in September and October respectively. Whilst 
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no cause was found, the investigation included sampling and investigat ion for 

this parameter at supplying works. Yorkshire Water detected two failures at 

Eccup works and Fixby No. 2 works in February and Apr il.  I t  is worth 

highl ight ing that this company focussed the invest igation on the works , but 

also provided zonal sample data as associated information. Again, whi lst no 

cause was found,  it  is the logical thinking of  this company where the reason 

for the investigation is the focus of  attention. As a result ,  they have reversed 

the wider industry approach and object ively considere d what the purpose of  

this parameter is, and r ight ly concluded that it  assists in conf irming 

appropr iate water treatment at works.  Companies not using such logic  would 

do wel l to learn f rom root cause methodology clear ly demonstrated in the 

examples of  Yorkshire Water and Severn Trent.  

 

Turbidity 

Turbidity is a measure of  how much l ight can pass through water and 

indicates the cloudiness of  water. Turbidity may  be caused by either 

inorganic or organic part ic les suspended in the water. At a treatment works, 

turbidity is an important cr it ical control in relat ion to det ermining whether raw 

water has been adequately prepared for dis infect ion. The turbidity standard 

at treatment works is 1NTU. There were 25 failures of  this standard f rom 

172,799 tests in England and this marks an improvement over 2018 and 2017 

where 33 samples failed in both years.  

Of note is that just under 25% of the failures were contr ibuted by Severn 

Trent Water with six failures. This is a disappoint ing performance as these 

failures have contr ibuted 37% or 1.45 units of  the CRI score  for the company.  

There were three fai lures alone at Boughton works  in February and March . 

The company concluded that the most l ikely cause of  the exceedance was 

sediment build-up within the blending tank at the site.  

South West Water reported three fai lures of  this standard. A fai lure at  

Lit t lehempston works in June was thought  to be due to a shared sample l ine 

supplying the f inal water , in associat ion with maintenance work on the on -line 

turbidity monitor. Recommendat ions were made to improve investigations as 

well as to instal l a dedicated sample l ine to the monitor. Yorkshire Water also 

registered three fai lures. Investigations identif ied no substantive cause for 

the failures, but as a result  of  these three fa ilures, the contr ibut ion to CRI 

was 10% and is the fourth highest contr ibutor af ter that made by col iforms at 

works 35%, Iron 20% and E.col i  14%.  

The importance of  this parameter and the subsequent inf luence on CRI 

should remain a key object ive to maintai n control s ince treatment works are 

entirely in the control o f  the companies.  
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Chemical and physical parameters 

Table 4 sets out the results for those chemical and physical parameters 

where there has been a failure to meet a Prescr ibed Standard (mandatory 

quality standard) and any other parameter of  interest.  

 

Table 4: Chemical and physical parameters - The number of  tests performed 

and the number of  tests not meeting the standard  

Parameter 

Current 
standard or 

specified 
concentration1 

Total 
number  
of tests 

Number of 
tests not 

meeting the 
standard 

Additional information 

Aesthetic parameters     

ï odour 
 

 

 

 

 

 
ï taste 

No abnormal 
change 

51,937 

 

 

 

 

 

 

51,831 
 

103 
 

 

 

 

 

 

57 

AFW (8), ANH (17), 
BRL (1), SBW (1), DWR 
ï ENG (2), ESK (14), 
NNE (4), PRT (2), SEW 
(5), SRN (6), SST (1), 
SVT (22), TMS (2), UUT 
(10), WSX (2), YSK (6),  

 

ANH (2), BRL (2), SBW 
(1), DWR-ENG (1), ESK 
(1), NNE (4), PRT (4), 
SEW (2), SRN (8), SVT 
12), UUT (8), WSX (4), 
YKS (8),   

Aluminium 200ɛg/l 47,200 14 
AFW (1), ALB (1), NNE 
(4), SVT (1), TMS (2), 
UUT (3), YKS (2),  

Ammonium 0.5mg NH4/l 40,010 1 NNE (1) 

Benzo(a)pyrene 0.01ɛg/l 11,868          4 
AFW (1), ANH (1), SWT 
(1), UUT (1) 

Copper 2mg/l 11,608 2 SRN (1), SVT (1) 

Cyanide 50ɛgCN/l 8,228 2 NNE (2) 

Fluoride  1.5mg/l    10,353 0  

Iron 200ɛg/l 47,220 101 

AFW (2), ANH (7), BRL 
(4), DWR (1), ESK (1), 
NNE (8), SES (3), SEW 
(11), SRN (1), SST (2), 
SVT (13), TMS (4), UUT 
(19), WSX (2), YKS (23) 

Lead  10ɛg/l 
11,607 

 
69 

AFW (3), ANH (3), BRL 
(1), ESK (3), NNE (2), 
PRT (1), SES (2), SEW 
(2), SRN (5), SVT (15), 
TMS (16), UUT (9), 
WSX (4), YKS (3) 

Manganese 50ɛg/l 47,169 17 
ANH (2), NNE (3), SEW 
(1), SRN (1), SVT (1), 
SWT (1), UUT (6), YKS 
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(2)  

Nickel 20ɛg/l 11,585 28 

AFW (2), ANH (7), CAM 
(1), DWR (1), IWN (4), 
NNE (1), PRT (1), SEW 
(1), SSE (1), SVT (2), 
TMS (2), UUT (1), WSX 
(1), YKS (3)  

Nitrate 50mg/l 21,780 2 UUT (2) 

Nitrite 0.5mg/l 21,801 3 ESK (3) 

Pesticides ï total  0.5ɛg/l 8,277 0  

Pesticide ï individual2 0.1ɛg/l 
170,894 

 
6 
 

Asulam NNE (1),  

Oxadixyl SVT (1), 

Metaldehyde ICW (1),  
SEW (2) 

Quinmerac NNE (1), 

pH (Hydrogen ion) 6.5 ï 9.5 51,574 3 
PRT (1), SRN (1), SWT 
(1) 

Polycyclic Aromatic 
Hydrocarbons (PAH) 

0.1ɛg/l 11,760 1 SWT (1)  

Radioactivity     

 Gross alpha 0.1Bq/l 1,536 150 
ANH(1), SST (13), 
SVT(135), YKS (1) 

 
Gross beta 

Radon 

1.0Bq/l 

100Bq/l 

1,537 

364 

0 

0 
 

 Total indicative dose 0.1mSv/year 2 0  

 Tritium 100Bq/l 270 0  

Turbidity (at consumersô 
taps) 

4NTU 51,728 8 
ANH (1), ESK (1), NNE 
(1), SEW (1),  SRN (1), 
UUT (1), YKS (2) 

Notes:  
1For comparison, 1mg/l is one part in a million, 1ɛg/l is one part in a thousand million. 
2A further 14,533 tests were done for aldrin, dieldrin, heptachlor, heptachlor epoxide, all of which met the relevant 
standard of 0.03µg/l. 

 
 
 

The main chemical contr ibutors to the CRI index were  iron, odour, taste, lead 

and nickel.   

 

Iron  

Detect ions of  iron remained in 2019 at a level s imilar to the previous year  

with 101 failures of  the standard. Most cases were considered either tr ivial,  

unl ikely to recur or there were legal instruments in place to address the r isk 

of  recurrence. In the majority of  cases, the situation was short- l ived and 

appropr iately remedied by the company concerned, how ever, the 

Inspectorate has signed companies up to legal ly binding programmes of  work 
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to remediate zones with longstanding high rates of  consumer contacts for 

discoloured water and much of  this work is st i l l  in progress.  

Specif ic issues ident if ied in 2019 are described below. 

Northumbrian Water detected eight failures of  the standard in 2019. Whilst 

this is not the company with the greatest number of  exceedances for this 

parameter, half  of  these failures attracted recommendat ions as a result .  In 

Fowberry supply zone in January the company identif ied a planned f lushing 

exercise as the root cause of  iron and turbidity failures. The companyôs risk 

assessment for the work failed to consider r isks to water quality; that the 

f low/pressure logger was not operat iona l;  and to collect appropriate 

investigatory samples to assess the impact  of  the exercise. Further to this, 

the company updated thei r dr inking water safety plan but cr it ical ly did not 

consider any addit ional mit igat ions and so the situation  cannot be concluded 

as unlikely to recur.   

A similar failure to investigate was ident if ied fol lowing an iron failure in the 

companyôs Derwent trunk main South and Durham supply zone in March. The 

Inspectorate made recommendat ions for the company to improve its 

procedures, and wil l continue to monitor the situation with further 

enforcement act ion possible if  procedures prove inappropr iate.  Within the 

companyôs Gunnerton water qual ity zone in Apri l the Inspectorate concluded 

that the sample survey was not suff icient to estab l ish the extent of  the iron 

failures and recommended that the company improves its investigatory and 

sampling procedures.   

The fourth failure which attracted recommendat ion s occurred in May in the 

companyôs Lumley zone. Iron, Aluminium and Manganese all fai led at a 

consumer tap. The company concluded that the cause was a small f low 

change on the basis that a  f low meter and pressure monitor recorded an 

abnormal sudden f low event on the morning of the exceedance. A 

recommendat ion was made for the company to f lush the main to ensure the 

problem would not  recur and also to investigate the origin of  the sediment. 

Understanding the root cause wil l in future assist in reducing the l ikel ihood of  

a recurrence even when there is a change in f low.  

Similarly, it  was recommended that  Anglian Water should take steps to 

prevent a recurrence of  an iron failure in Bourne supply zone af ter a failure 

occurred in March. The company had failed to take act ion to f lush the main 

or to provide evidence that the extent of  the failure had been identif ied.  

Likewise, the Inspectorate recommended that Aff inity Water carry out 

investigations and remedial act ions as a prior ity af ter the company proposed 

to take up to 9 months to resolve issues associated with aluminium and iron 

failures in i ts Ickenham/ Denham zone. I t  was only af ter a recommendation to 

review the r isk assessment for the zone and carry out remedial work as a 
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prior ity that the company undertook the site-specif ic study of  the Frays River 

distr ict metered area (DMA)  in June 2019. The study identif ied f lushing of  the 

mains network in the DMA as an appropriate remedial measure to prevent a 

recurrence of  the iron and aluminium exceedances that was detected in 

January. The company started the mains f lushing programme at the end of  

October 2019, carrying it  out over nine nights to minimise the impact on 

customers. The programme was completed on 20 November 2019.  

Aff inity Water failed to identify the cause for an iron failure in its Ashford 

zone in December, however, the invest igation was l imited and did not include 

a water f it t ings inspection to determine whether the consumerôs plumbing 

could be the cause. The company was recommended to amend its procedu res 

to investigate the cause and extent of  the breach as required by regulat ion 

18. Aff inity Water could improve their investigations as demonstrated in this 

failure and similarly with Cl perfr ingens  mentioned earl ier in this report.  The 

absence of  focus on the cause rather than the failure is potentially 

counter intuit ive.  

In September, there was an exceedance in South East Waterôs Butlers 

Green zone. The company had planned to rezone the DMA to increase 

pressure and improve cleansing of  the network, but t he Inspectorate 

recommended that  the company need to inst igate short-term measures to 

improve water qual ity prompt ly as the compliance of  this water supply zone 

was above the PCV for iron. Where a supply remains at r isk of  non -

compliance with the standards  and therefore l ikely to recur, enforcement 

would be the most l ikely outcome.  

The companyôs failings included staff  not following internal procedures to 

investigate an apparent deter iorat ion in works performance and a 

discrepancy between onl ine monitor and handheld monitor readings; a failure 

to investigate laboratory results in a t imely manner; and a fai lure to identify 

increased consumer complaints of  discolourat ion in the downstream supply 

zones. Once the company carr ied out a review meet ing on 2 Decemb er, it  

was able to init iate act ions, which brought the clar if icat ion process back 

within specif icat ion and make appropriate notif icat ions within a short space 

of  t ime.  In addit ion to operat ional and personnel changes on site and revised 

operat ing pract ices in the central control room to address the issues 

observed on site, the company also revised and signif icantly elevated the 

r isk associated with this breach.  

Local ised f lushing was carr ied out by South East Water to address an iron 

failure in Burham supply zone in December.  However, this proved 

unsuccessful.  In addit ion to the instal lat i on of  inl ine f i l ters on some 

propert ies with fail ing samples, the company considered a full  DMA f lush to 

address the issue, but did not commit to a t imescale to complete t his act ion. 

The Inspectorate recommended the company implement  further short -term 
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measures to improve iron concentrat ions and restore a wholesome water 

supply. The company carr ied out further f lushing dur ing the evening peak 

demand period to increase veloc it ies to improve the ef fect iveness of  f lushing 

and planned to instal l further tempora ry inl ine f i l ters as necessary unti l the 

long-term mains replacement/ rehabi l i tat ion work can take place.  

United Ut i l i t ies as a company are responsible for the second high est number 

of  annual fai lures for iron in 2019 and more than half  are covered by a le gal 

instrument. In two-thirds of  cases the causes of  the failures are associated 

with third party use of  the network, bursts, company act ivit ies such as 

f lushing or genera l increase in f low al l giving r ise to with a transient 

resuspension of  historic sediments. I t  is clear that the company performance 

wil l not improve unti l  histor ic deposits and their source are mit igated. For the  

remaining third of  examples the company ei ther found no cause or 

considered the consumerôs supply pipe or domestic system were the root 

cause. The Inspectorate recommended that United Ut il i t ies carry out a 

comprehensive investigation, to include a water f it t ings inspection, into the 

iron breaches af ter a failure occurred in its Formby supply zone in Apri l.    

When discussing E.col i  ear l ier in this report,  the assert ion made was that  an 

asset is completely within the control of  the company and so when water 

leaves a treatment works it  should be ful ly  compliant with the minimum 

standards required. This logic remains true for any paramet er. In November, 

United Utilities detected an exceedance of the iron PCV in its Jacksonôs 

Edge zone. The subsequent invest igation identif ied sub opt imal coagulat ion 

f rom the supplying Wybers ley works f rom 10 November to 6 December. 

During this per iod, the Inspectorate est imated that unwholesome water was 

suppl ied for a period of  around 72 hours. I t  does not need to be highl ighted 

that this occurrence is not acceptable.  

Final ly,  when considering iron, Yorkshire Water contr ibuted the highest 

number of  iron fa i lures in 2019 as they did in 2018. Like United Uti l i t ies,  

there are var ious causes such as changes in f low, f lushing, network re -

sedimentat ion and bui ld-up of  iron in supply pipes because of property 

locations such as at the end of  a cul-de-sac. Notably however,  the company 

classify about half  the failures as no cause found. Whilst this maybe the case 

when determining an individual fai lure, it  is unl ikely to be by chance  that the 

company remain with the highest number of  failures year on year and this 

points to a common issue. The company must consider their root cause 

strategy when determining the mit igat ion necessary to deal with network 

material,  be it  corrosion of  pipes or f rom source works, and take act ion for a 

long-term outcome. This parameter alone equates to 20% of the company 

CRI score and this constitutes a strategic driver for resolut ion.  
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Taste and Odour 

Taste and odour detect ions constitute 1 0% of the CRI index and the f igures 

vary a l i t t le f rom year-to-year and this is an area where there has been no 

rel iable improving trend. In 2019, the Inspectorate investigated the apparent 

discrepancy between the numbers of  taste failures and odour failures 

reported by companies to ensure that  the monitor ing carr ied out was 

appropr iate and the number of  failures were not  being under-reported. 

Several companies were ident if ied where this discrepancy had occurred. 

While for some companies, the reason for reject ing the sample for taste 

analysis was based upon r isk to health, with others this was less clear cut. 

Companies were therefore on notice that we would be examining this area 

more closely and were therefore warned.  

The companies with the greatest number of  odour failures are Severn Trent 

(22) and Anglian Water (17) followed by Essex and Suffolk Water (14). 

Contrast ing these to failures for taste, using the same samples, these stand 

at 12, 2 and 1 respectively. Whilst the olfactory senses are l inked, it  is 

unl ikely that taste and odour fai lures wi l l exactly al ign with each other 

because some compounds create an odour and have no or an undetectable 

taste or vice-versa. However,  with a dif ference of  15 in the results f rom those 

with odour (17) to those with a taste (2),  Angl ian Water stand apart f rom 

other companies. This is very signif icant result  for Anglian Water because 

odour constitutes 27% of their CRI and Taste only 1%.  

The number of  odour failures that were rejected by laboratory staff  for taste 

test ing for all companies were nine samples in 2019 of  which two-thirds were 

Angl ian Water (6). The other companies which also rejected taste tests were, 

AFW 1, DWR 1 and TMS 1. By not tast ing or report ing these as failures, this 

creates a signif icant unintended benef ic ial  outcome for the company for CRI. 

This outcome would most certainly not  be in the mind of  the analysts who 

carry out the analysis as this should not be their focus or understanding. 

However, by reject ing water the analyst is def ining it  as unwholesome and 

potent ially unf it .   

When analysing the six failures where taste was  not carr ied out, three had a 

musty odour and all of  these were network or water treatment related. The 

failure in Braintree and Bocking zone in September which wasnôt tasted by all 

three analysts was clear for microbiological parameters and addit ional ly 

turbidity and chlor ine results were satisfactory. An investigation at the 

supplying works of  Petches Br idge found  the pipework to two f i l ters was 

blocked and on-site checks conf irmed that the combined raw water had a 

ñnormalò odour for this particular raw water (slightly musty),  whereas the 

odour detectable at the combined f i l ter outlet tap was much stronger.  I t  is 

apparent therefore that the analysts did not have conf idence in tast ing  the 
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water, which the company were supplying f rom their water treatment works to 

their consumers. This works supplies 49,324 consumers.  

As a compounding factor,  this zone also fai led in August and December 

making three failures in 2019 al l for a musty odour. Inexplica bly, whi lst it  is 

known that the root cause of  the musty odour is the source and works,  the 

failure in December was returned by the company as no root cause found , 

even though there were f ive complaints of  a musty odour in the zone . The 

failure in August, which was also not tasted, required the threat of  

enforcement before the company responded and inspected the aerat ion 

system at the works. I t  is worth highl ight ing therefore that this works has 

been supplying musty tast ing water for at least f ive months, which the 

companyôs own staf f  rejected three t imes during this per iod . Yet the company 

al lowed consumers to continue drinking  the water.  

The remaining odour failures for Anglian Water were made up of  one -third 

due to black alkathene supply pipes. The compan yôs own l iterature on their 

website states: ñSome of the first black plastic pipes, commonly used in the 

1960s and 1970s to connect water mains to your home, have alkathene in 

them, which can give your water a woody taste or smell. This is not harmfulò. 

I t  is therefore inexpl icable why the companyôs own analyst did not accept the 

companyôs own advice. 

In al l cases where the company themselves would not taste the water;  no 

advice was given to consumers that the water should not be consumed. 

Further invest igations into Anglian Waterôs handling of taste and odour 

analysis is ongoing.  

Recommendat ions were made to Northumbrian Water related to breaches in 

March in the Bi l l ingham and Mill Hi l l  Outlet supply zones where the company 

had failed to carry out appropr ia te invest igations into the cause of  the 

detect ions. The Inspectorate recommended that Severn Trent Water 

investigate internal administrat ive errors , which led to delays in carrying out 

the appropriate investigations into an odour failure in Polesworth supp ly zone 

in January.  

 

Manganese 

In 2019, there were 17 detect ions of  manganese in Englan d. The majori ty 

were determined unl ikely to recur and in most instances, companies took 

appropr iate act ion to remove mains deposits by f lushing.  

There were two fai lures  for manganese in Ang l ian water, f irst in Bourne zone 

in May and then in Kingôs Lynn zone in June, both fai lures att racted 

recommendat ions. Fol lowing the failure in the Kingôs Lynn supply zone, the 

company discovered the cause to be a bui ld -up of  mains deposits behind 
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closed valves on the supplying 15-inch trunk main. The valves had been shut 

to facil i tate a mains repair in August 2017 and were not subsequently 

reopened. However, the valve was lett ing by which maintained supply to 

consumers. The company reopened the valves and carr ied out f lushing to 

rectify the situation. The companyôs invest igat ion showed that the root cause 

was that the or iginal job to repair the main had been incorrect ly recorded as 

aborted and therefore a review of  the valve posit ions n ever took place. The 

company have amended their procedures and briefed the control cent re and 

network teams to prevent a recurrence. The Inspectorate recommended that 

the company review its event notif icat ion criteria,  as this should have been 

notif ied to the Inspectorate under the Water Industry (Suppl iers Information) 

Direct ion 2019. Angl ian Water noti f ied this occurrence as an event following 

the Inspectorateôs intervention. Companies should not need to be reminded 

when to notify.  

United Ut i l i t ies as a company are responsible for the highest number of  

annual fai lures for manganese in 2019 as was the case in 2018. Like iron, 

half  of  the failures are covered by a legal instrument. The chal lenges this 

company faces with iron, manganese and aluminium when dea l ing with 

sediment in the network inevitably lead to resuspension and failures. Three  

of  the failures are associated with third party use of  the network or company 

act ivit ies such as f lushing or general increase in f low al l giving r ise to with a 

transient resuspension of  historic sediments.  Under lying this is the r isk of  

repeated failures in  the same zone and in 2019 Quarry zone fai led in August 

and December.   

United Ut i l i t ies fai led to conf irm a cause for an exceedance in its Ormskirk 

zone in Apri l.  Due to  a l imited breadth of  an invest igation protocol ,  the 

Inspectorate recommended that the company widen the scope of  its 

investigations in such circumstances to include an inspect ion of  f it t ings on 

the domest ic distr ibut ion system. The Inspectorate wi l l cont inue to monitor 

the effect iveness of  Regulat ion 18 and 19 investigations.  

Northumbrian Water detected three failures in 2019. Lumley zone which 

failed for iron, aluminium and manganese in May attracted recommendat ions 

to f lush the network to prevent a recur rence. The company have concluded 

that the cause was a small f low change early in the morning, which is 

commensurate with a bui ld-up of  sediment. Longer-term remediat ion 

strategies are required to reduce the l ikelihood of  repeat failure for this 

company, United Ut il i t ies and Yorkshire Water alike who face similar 

challenges for these metals.  
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Pesticide failures  

There were six failures of  the individual pestic ide standard  in 2019 compared 

to 11 in 2018. Fai lures of  the pestic ide standard have reduced year -on-year 

since 2014 part ly due to catchment management init iat ives  and the 

associated undertakings by companies as wel l as continuing improvements in 

treatment such as the use of  granular act ivated carbon among other 

technologies.  

Some pest ic ides, whilst not  impossible to remove by treatment, are dif f icult ,  

expensive and problematical with ava ilable technology. One such pest ic ide is 

metaldehyde. The strategy for companies has therefore been to work with 

stakeholders in the environment to promote catchment man agement and to 

improve source water. Source water is subject to even the smallest chang es 

in the environment which can have a pro found impact on drinking water and 

companies wi l l need to remain vigi lant in their respective areas . 

A sample taken at Northumbrian Waterôs Lumley works was reported as an 

Asulam exceedance in February. Asulam is a highly water-soluble herbicide 

used for bracken control.  The company investigated this unusual laboratory 

result  and found no issue with the sampling and analysis, a ca tchment 

investigation and review of  works performance also ensued.   

Resamples ident if ied posit ive results in the raw water and one in a consumer 

tap sample suppl ied f rom the works. The company carr ied out an 

investigation at the works and replaced the GAC media in one of  the f i l ters.  

A further compliance breach was reported at the works in Apr il and fol low up 

tests appeared to show that the f i l ter with regenerated GAC was better at 

removing the Asulam than the remaining f i l ters and funding was obtained to  

replace the GAC in two more of  the f i l ters in the current f inancial year. A 

more in depth survey of  the catchment was undertaken to determine the 

source of  Asulam. I ts presence in the catchment is unusual in that since 

2011 it  has been prohibited f rom use in the UK and is only permitted for use 

in an emergency. In 2019, the Chemicals Regulat ion Division of  the Health & 

Safety Execut ive issued an Emergency Authorisat ion. However, it  cannot be 

applied outside of  the period 1 July to 31 October. This informat ion prompted 

the company to look again at the analyt ical method and comparison samples 

were sent to two independent laboratories to conf irm whether Asulam was 

present. Asulam was not detected by either laboratory and further 

investigation into Northumbrian  Waterôs analytical method identif ied that 

there was an interference in the water supply , which was unique to the 

Lumley supply. The company now conclude that the root cause of  these 

detect ions was the original technical set up of  the instrument sof tware.  

Companies are advised to ref lect on the level of  resource and concern 

associated with th is apparent breach and are advised to review and ensure 

that their analyt ical methods are f it  for purpose; that interferences are 
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appropr iately considered and can be accounted for before the analysis is 

carr ied out.  

Oxadixyl was detected above the PCV in one sample taken from Severn Trent 

Waterôs Far Baulker borehole pumping station in April. Oxadixyl is also a 

banned substance and has not been used in the catchment sin ce at least 

2002. I ts presence in the sources supplying Far Baulker works is an artefact  

of  the historic use in the catchment. Under normal c ircumstances the 

concentrat ion of  oxadixyl in supplies is managed by blending, however on 

this occasion, the works supplying the blending water, Rufford works, was 

taken out of  supply for planned capital  maintenance.  The company 

subsequently took act ion to remove the borehole with the highest 

concentrat ion of  oxadixyl f rom supply and to improve the blending 

arrangements. However, there was a missed opportunity to prevent the 

exceedance by carrying out a water qual i ty r isk assessment to consider the 

consequences of  removing Rufford works f rom supply before the capital 

maintenance work commenced.  

Companies should ensure that the potent ial r isks to water quality and public 

health are considered when planned operational changes occur. Proactive 

considerat ion of  the r isks associated with operational changes should be an 

inherent part of  capital maintenance schemes and also wh en other planned 

operat ional changes occur. As in this case, operat ional changes can pre sent 

unforeseen r isks, which can be simply addressed if  properly thought through.  

Quinmerac is a weed control herbicide, which was found to exceed the 

regulatory l imit in October. The breach af fected 18 supply zones downstream 

of Northumbrian Waterôs Horsley works. The company identif ied increased 

levels of Quinmerac in some of the source waterôs supplying Horsley works, 

and f lushed some raw water suppl ies and excluded o thers f rom entering the 

supply to the works, including looking to permanent ly exclude on e source 

where the r isk is considered high. The company also increase d monitor ing for 

the pest icide in late summer and autumn, when the r isk is considered the 

highest.  

Addit ional ly, however, it  was reported that the company had bypassed the 

Granular Activated Carbon (GAC) stage at Horsley works, two days pr ior to 

the failure. Northumbrian Water  consider that this  act ion had no impact on 

the failure due to travel t imes through the works, where the sample was 

taken. I t  does however mean that the works was unable to ut i l ise the 

pestic ide removal stage at a t ime of  increased r isk. The company plans to 

optimise the operat ion of  the GAC plant with new standard operating checks . 
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Metaldehyde 

In 2018 a decision made by DEFRA to ban this product f rom spring 2020. 

This was unrelated to drinking water but intended to protect against an 

óunacceptable riskô to the welfare of óbirds and mammalsô. On 30 July 2019, 

the ban was overturned on a procedural matter.  In expectat ion of  this ban, 

water companies who were more impac ted by this pest icide factored in the 

removal for the need to mit igate against i ts occurrence in the environment. 

However, due to the ban being overturned, these compan ies have now 

renewed their catchment management undertakings.  

There were three detect ions of  metaldehyde dur ing 2019. In October, the 

only compliance fai lure of  the year for Icosa Water Services in their Barnhorn 

zone resulted f rom a supply provided by South East Waterôs Hazards Green 

works. At the same t ime there was a failure each in the Powdermil l zone and 

the Standard Hi l l zone of  South East Water both suppl ied in part by Hazards 

Green works.  

As these fai lures occurred in one single location, the compa ny were able to 

identify the source of  the contamination to the south -west of  the catchment 

and the landowners contacted. 

Hazards Green WTW is current ly subject to an undertaking for Metaldehyde.  

 

Nickel 

The last three years have seen the highest number of  nickel fai lures in the 

last decade, with 28 failures of  the standard in 2019.  The usual cause of  

nickel fai lures is domestic f it t ings but despite this, companies are st i l l  

expected to carry out relevant f it t ings inspections and provide appropr iate 

advice to consumers. Absorpt ion of  nickel f rom drinking water on an empty 

stomach is 10- to 40-fold higher than absorption f rom food.  

Nickel remains a r is ing concern due to the availabil i ty and relat ive cheap 

cost of  f i t t ings with exposed nickel.  The sensit ivity  of  some individuals is 

becoming more apparent and not to tackle this problem as it  is emerging 

r isks a future legacy. The Inspectorate has been in discussions with WRAS to 

work with the industry to ensure that f it t ings made of  nickel are clearly 

identif iable so that  consumers, plumbers and house bui lders can avoid 

products at the root of  this emerging issue. 

Companies are required to provide appropriate advice on f lushing including 

f lushing part icular ly af ter periods of  non -use, such as f irst thing in the 

morning. Advice is a requirement of  regulat ion 18(6) and appl ies to any 

breach where the cause is due to the domestic distr ibut ion system.  



Summary  o f  the Chi ef Inspectorôs repor t  fo r  dr i nk ing water  in  Eng land  

39 

After assessing an exceedance in Lumley supply zone in January, the 

Inspectorate recommended that Northumbrian Water provide appropr iate 

advice to address the r isks associated with nickel,  for ex ample f lushing or 

replacing the tap with a nickel f ree alternative.   

After a failure in Affinity Waterôs Flamstead/ Markyate supply zone in June, 

the Inspectorate recommended that the company provide advice on the 

health r isks associated with nickel in it s letters to consumers.  

The remaining 26 detect ions above the standard were considered that 

suff icient act ion had been taken to consider the breaches unl ikely to recur or 

a satisfactory invest igation did not identify a cause.   

 

Lead 

Lead fai lures contr ibute a small proport ion to the overal l compliance r isk 

index because, on investigation, they are usually found to af fect only a few 

properties in a companyôs supply area. However the Inspectorate considers 

that developments in the views on r isks to public he alth f rom lead merit  an 

ongoing conversat ion on the matter.  

Fai lures of  the 10µg/l standard stood at 69 in 2019 in England.  Of those 

failures,  27 were in zones where improvement notices had already been 

issued and the Inspectorate considered suff icient act ion had been taken to 

prevent a recurrence in remaining cases.  

The widespread presence of  lead in some areas of  pre -1970s housing stock 

is st i l l  substantial af ter 50 years. In recognit ion of  this, all companies 

continue to dose orthophosphate as a mit igat ion where r isk  exists. A number 

of  companies have began thinking of  long term remediat ion including removal 

of  lead communicat ion pipes, which is the section owned by water compan ies 

up to the property curt i lage. In a smaller number of  companies supply pipe  

replacement, which is the section between the property curt i lage and the tap 

owned by the property owner or householder,  has been considered in their 

business strategy. The object ive is to minimise lead dissolut ion in the sect ion 

present ing the greatest r isk, that is where water s its in the last few meters of  

piping wait ing to be drawn from the tap . In a few cases, the use of  r isk 

prior it isat ion strategies identif ies high r isk premises such as public buildings 

where young and old may access water and seeks to mit igate,  by lead 

removal, those most at r isk . Such strategies are welomed as it  recognises 

the publ ic health and social purpose in the supply of  drinking water. W ithout 

this posit ive act ion, lead wil l cont inue to affect the mental and physical 

health of  our future generations.  
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Orthophosphate dosing is a key mit igat ion measure in supply zones that are 

susceptible to lead failures and following a lead failure in St Helenôs South 

Supply Zone, United Uti l i t ies Water eventual ly identif ied that there was a 

leak on the phosphate dosing l ine at the supplying service reservoir.  I t  was 

apparent f rom a review of  phosphate analysis that the under dosing had been 

ongoing for many months. The company had not installed a phosphate dosing 

monitor and the f requency of  downstream sampling was not suff icient to 

protect consumers f rom the variable lead concentrat ions that could ensue 

from unrel iable dosing. Consequent ly the Inspectorate  recommended that the 

company reviews its control philosophy for phosphate dosing to ens ure that 

there are robust monitoring arrangements in place to detect if  phosphate 

dosing at a site should cease and wil l give a t imely response to mit igate 

plumbosolvency r isks. Fol lowing a failure in United Uti l i t ies Cheadle Hulme 

supply zone in May, the Inspectorate recommended the company provide 

greater clarity in its correspondence with the consumer, when advising on the 

presence of  lead plumbing and advice to replace the sup ply pipe.  

The Inspectorate recommended that Southern Water carry out r isk 

assessments when carrying out valve operations at its s ites fol lowing a lead 

failure in its Ramsgate supply zone in January. The water f rom three 

treatment works is normally dosed wi th orthophosphate at the service 

reservoir supplying the affected area. However, valving operations, carr ied 

out to repair a seized valve, meant that the water f rom one of the three works 

was supplied direct ly to the reservoir without the phosphate dose. T he 

company fai led to record this change or to reinstate the normal f low 

condit ions once the work to repair the faulty valve had been completed.  

A lead failure in Affinity Waterôs Harrow supply zone occurred in December. 

The communicat ion pipe was shared be tween the fail ing property and one 

neighbour. The company investigated the suppl ies to both propert ies and 

replaced the communication pipe. Whilst appropr iate advice regarding 

f lushing and replacement was given to the original fai l ing property, the 

potent ial r isks associated with lead was not communicated to the 

neighbouring property, on the basis that the sample results were compliant 

with the lead standard. Aff inity Water wrote to the neighbour, following an 

Inspectorate recommendat ion. The Inspectorate s uggested a water f it t ings 

inspect ion or pipework check to advise the consumer of  the location of  any 

lead, where there is l ikely to be lead pipework within a property. This can 

support and encourage consumers to take steps to protect their health. 

Aff inity Water changed their procedure to adopt this good pract ice  

Two companies stand out with the largest number of  failures for 2019, 

Thames Water (16) and Severn Trent Water (15). The numbers of  failures 

ref lect both the density of  propert ies with lead and the  size of  the companies. 

Of the 16 failures in Thames Water 14 have legal instr uments in place 

requir ing targeted lead communicat ion pipe replacement or rehabil itat ion . 
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Any failure at a consumers property resulted in the company taking 

resamples, invest igat ing orthophosphate dosing at works to ensure proper 

plumbosolvency control was in place and the piping to the property to 

determine if  i t  was lead. Where communications pipes were found to be lead 

these were rout inely replaced. Whilst this is commendable a nd shows action 

by the company this does not deal with the supply pipe f rom th e property 

interface to remove the legacy of  lead nor the health affects by this part of  

the supply. This pipe under current legislat ion belongs to the consumer and 

companies are reluctant to intervene to replace this part of  the supply even 

though compliance is measured at the tap where consumers drink their water.  

This posit ion is dif ferent with sewers and gas pipes which are the 

responsibi l i ty of  the ut i l i t ies and the question remains why it  is considered 

acceptable with dr inking water to have a non-compliant product del iver ing a 

food product to the house.  

The second company highl ighted, Severn Trent Water,  has a very dif ferent 

issue. I  have ment ioned several t imes in this repor t about assets which are in 

the companyôs control should always be compliant as a minimum because 

there can be no reasonable excuse for this to be the case whether it  is to do 

with E. col i ,  Taste and Odour or Lead. Severn trent Water have had a number 

of  lead breaches where phosphate dosing at supplying works was either not 

working proper ly, or not working at al l.  In one case, phosphate dosing was 

inoperat ive for 4 years. The company were required to investigate all s ites to 

identify where dosing is not occurring proper ly or rel iably, and to identify 

remedial work. The company were addit ional ly required to provide details of  

short-term mit igat ions in zones where phosphate dosing is not optimised or 

consistent. The following are examples:  

The orthophosphate dosing at Severn Trent Waterôs Church Wilne works was 

found to be unreliable fo llowing a lead fai lure in Ruddington supply zone in 

February. The Inspectorate recommended that the company review its 

operat ing phi losophy for plumbosolvency control.  In June, the company 

implemented its revised pol icy and raised its target phosphate dose  to 1.1 

mg/l across its supply area.  

A breach of the standard in Severn Trent Waterôs Eccleshall supply zone 

found that orthophosphate dosing to control plumbosolvency had not be en 

operat ional for several years for this supply zone and specif ical ly that du e to 

poor maintenance the dosing at Coopers Green and Burntwood works had not 

been operat ional for a considerable t ime. The Inspectorate served a not ice 

under Regulat ion 28 on the company to ensure that plumbosolvency control 

is re-establ ished at three works and that the company carr ies out a wider 

review of  plumbosolvency performance and that short-term mit igat ion 

measures are taken to address lead risks in this known óhotspotô. The 

Inspectorate recommended, in l ieu  of  plumbosolvency control,  that the 

company of fer customers to replace all lead supply pipes in the ident if ied 
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óhot spotô free of charge. Recommendations were also made to ensure 

consumers are appropriately notif ied of  fai lures associated with the domest ic 

distr ibut ion system and that Severn Trent Waterôs invest igation reports 

contain suf f icient information to demonstrate compliance with regulat ion 18.  

In one case, the Inspectorate init iated further act ion. Following a failure in 

Severn Trent Waterôs Coventry zone in July, the Inspectorate recommended 

the company provide greater clarity in its def init ion of  supply and service 

pipe and issuing advice to consumers ahead of  planned work.  

In a situat ion with str ik ing simila r it ies to those encountered earl ier in the 

year, Octoberôs lead failure in Severn Trent Waterôs Longton supply zone was 

found to be associated with a failure of  the orthophosphate dosing to control 

plumbosolovency. Greatgate Borehole Pumping Stat ion did no t have an 

operat ional orthophosphate dosing system in place and although 

orthophosphate dosing f rom two other sources had been renewed in 2019, 

the dosing had ceased at one of  these (Draycott) for a few days before the 

failure. The Inspectorate had already served a not ice under Regulat ion 28 to 

address plumbosolvency control includ ing a wider review of  plumbosolvency 

performance across the companyôs supply area. The company took action to 

re-establish orthophosphate dosing f rom Greatgate in January 2020.  

Plumbosolvency control is used widely across England to protect consumers 

at r isk f rom lead in the water supply infrastructure.  I t  is only effect ive as a 

control measure if  i t  is appl ied in a control led and consistent manner.  

Without dosing and control,  consumers are exposed to a metal which 

potent ial can have health effects and th is is not acceptable.  

Al l companies are advised to review the performance of  their orthophosphate 

dosing and ensure that they are del iver ing consistent ef fect ive dosing to al l 

supply zones.   Where this is not the case companies should revise and 

resubmit their r isk assessments for lead and take appropriate act ion to 

address the issues found.  
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Consumer contacts and discolouration 
 

In 2019, South West Water continues to receive the h ighest number of  

contacts per 1000 populat ion  despite an overal l improvement since 2018. 

Improvements by Northumbrian Water and South Staffordshire Water 

contrasted against a worsening contact rate for Wessex Water this year, 

moves Wessex Water f rom mid pack performance to third place. Clear ly,  

standing st i l l  represents a backward step in an improving industry. This is a 

disappoint ing outcome for this company.   

 

Figure 4: Contacts per 1,000 populat ion for Appearance and Taste/Odour  

 

  

Discolourat ion remains the most common reason that consumers wi l l contact 

their water company to report an issue with water qual ity. In 2019, 55% of all 

contacts received report ing a concern with drinking water qual ity were 

related to discoloured water (brown, black  and/or orange). Discoloured water 

is caused, most commonly, by disturbance of  mains de posits aris ing f rom 

burst mains and planned operational act ivit ies in the network. The source of  

these deposits may be f rom inadequate t reatment of  raw waters or 

inappropr iate control of  clarif icat ion processes using iron or aluminium 

compounds. Poor maintenance of  distr ibut ion assets is also a key factor.  
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Figure 5: 2014-2019 Appearance contacts /1,000 populat ion ï England 

 

 

 

Any contact by a consumer to a company about discoloure d water is 

unacceptable not just to the consumer but for the company where th ere is a 

duty to supply wholesome and suff icient water at all t imes. However, s low but 

steady progress has been made by the industry to reduce the number of  

consumers who have reason to contact their water company to report an 

issue with the appearance of  their drinking water.  

The number of  people contact ing water companies about discoloured water is 

reported annual ly to the Inspectorate in accordance with Information Letter 

1/2006. In the period 2014-2019 there has been a 20% reduct ion in the total 

appearance contacts  received, f rom 71,819 to 57,157 contacts. This 

reduction is shown year on year in Figure 5 together with the proport ion of  

discolourat ion contacts and the average industry Brown, Black or Orange 

(BBO) contact rate (per thousand). In the context of  overal l  unwanted 

contacts to companies, which stand at 1,952,467 for England as reported by 

CCW in their 18/19 report,  water quality contacts remain relat ively small but 

nevertheless are cr it ical ly important.  

Consumer contacts, compliance failures fo r iron together with manganese, 

CRI, events and ERI, are inextr icably l inked.  This is because ult imately, they 

al l have the same root cause and they al l  represent a predictable r isk. 



Summary  o f  the Chi ef Inspectorôs repor t  fo r  dr i nk ing water  in  Eng land  

45 

 

This is part icularly demonstrated by United Uti l i t ies who in 2019 registered 

19 failures for iron and 6 for manganese and where iron makes up 22% of 

their CRI score.   

 
For events, in 2019, of  547 notif ied events, 78 (14%) were associated with 

the supply of  discoloured water to 1,121,853 consumers . These events have 

exposed up to 2% of the populat ion to discolorat ion at  one point in the year. 

The number of  discolourat ion related events and the corresponding ERI score 

which has been attr ibuted to these events by company is shown in Figure 6. 

 
 

Figure 6.  Discolourat ion events and associated ERI scores for 2019 

 

 

The Figure demonstrates that in 2019 consumers suppl ied by Severn Trent 

Water and Southern Water  were relat ively at greater r isk of  experiencing  

discoloured drinking water following a water supply event impacting on the 

distr ibut ion network.  

The condit ion of  the mains network is related to the scale of  impact that 

consumers may experience following an event in the distr ibut ion network 

which disturbs mains sediments and causes discolourat ion. Over the years 

the Inspectorate has col lated signif icant  quantit ies of  data and conducted 

research into the effects on consumers when they are suppl ied with drinking 

water that is of  aesthetical ly unacceptable  qual ity. I t  is consequently 

recognised that consumers wi l l reject discoloured  water for consumpt ion 

because they feel it  is unsafe to drink. The anxiety caused by a discoloured 

drinking water supply can lead to a long-term loss of  conf idence in water 
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quality. This evidence is found t ime and again when the Inspectorate has 

received feedback f rom consumers following discolourat ion events and from 

face to face interviews with af fected consumers.  

 

Figure 7: Geographic locat ion of  discolourat ion events in 2019  
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The above map shows the distr ibut ion of  discolourat ion events  for 2019. 

Company boundar ies (except inset appointments) are shown on the map, and 

the background colour represents the companyôs number of consumer 

contacts about discolourat ion (BBO per 1,000 consumers) received dur ing 

the year. The map identif ies where discolourat ion hotspots exist.  In 2019, the 

South-West of  England and the North-West stand out as areas with a high 

f requency of  discolourat ion events and higher than average rates of  

discolourat ion contacts.  

In 2019, a number of  companies demonstrated a signif icant r eduction in the 

ERI related to discolourat ion, showing that they have learned lessons around 

managing events in the network to reduce the populat ion affected and the 

durat ion. These companies notably include Yorkshire Water, South Staffs 

Water, Wessex Water and Northumbrian Water. For example in 2018, 

Yorkshire Water reported 10 discolourat ion events with a combined ERI score 

of  51, and in 2019 reported 6 events with a combined ER I of  1.5. Improved 

r isk assessment, a more effect ive operational response to c onsumer contacts 

and planned maintenance of  the distr ibut ion network, such as regular 

f lushing, are all- important  factors, which have had a posit ive effect on  

performance.  

The Inspectorate welcomes the developments in network management, such 

as sof tware aids and improved training for operators to provide ñcalm 

networksò,  and encourages their continued use as operat ional tools. The 

Inspectorate also encourages the use of  real -t ime monitors for routine 

operat ional monitor ing as invest igative tools in provid ing improved 

responsiveness to interruptions. All of  these have been important in reducing 

the number and severity of  discolourat ion events.  

In recognit ion of  the importance of  the appearance of  water to consumers, 

the Inspectorate identif ied  in 2015 a number of  water companies which had 

areas of  persistent discolourat ion . Network assets are completely in the 

control of  a company, which clear ly should be compliant with the minimum 

regulatory standards.  The Inspectorate examined water company strategies 

for tackling discolourat ion over the forthcoming AMP6 period  and evaluated 

whether any further enforcement act ion would be needed to reduce the r isk 

of  consumers being suppl ied with discoloured water.  

The exercise resulted in the Inspectorate issuing 1 05 improvement notices to 

f ive water companies in England (ANH (former Hart lepool supply zone), 

SEW, SVT, SWT and UUT). The notices formalised the measures set out in 

company discolourat ion strategies which included the instal lat ion of  

addit ional treatment for manganese removal,  c leaning of  supplying service 

reservoirs, mains cleaning ( including f lushing), mains rehabi l i tat ion, mains 

abandonment, pressure management and the instal lat ion of  Seaquest  dosing 

(a product which binds with iron and masks discolourat ion).  
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The success of  companyôs individual discolourat ion strategies can be seen in 

Figure 8, which shows the average BBO consumer contact rate between 2014 

and 2019. 

Whilst not the most improved company, the work completed by South West 

Water has resulted in a reduct ion of  the consumer contact rate for 

discolourat ion, with a 37% reduct ion over the 2015-20 per iod. The 

improvements largely followed a mains f lushing programme in high r isk  

Distr ict Metered Areas (DMAs) and f low condit ioning of  trunk mains. 

However, the company st i l l  requires further improvements to bring 

performance in l ine with the rest of  the industry . The Inspectorate has issued 

a notice for the 2020-25 per iod to tackle discolourat ion in zones. In addit ion, 

the company also has notices in place to  make improvements to manganese 

removal at three of  its treatment works.  

 

Figure 8: Improvements in company AMP6 BBO contact rate  

 

 

The largest reduct ion in consumer contacts is evident in the Angl ian Water, 

Hart lepool supply area, which saw the company improve the manganese 

removal capabi l ity at  the ir Dalton Piercy works and undertake a targeted 

mains f lushing programme. The work completed by the company has seen an 

overall 81% reduct ion in consumers report ing discoloured water in the AMP6 

period (2015 ï 2019 data). The improvement in manganese removal is to be 

encouraged as it  focusses a root cause of  sediment in networks and is  

therefore proactive. Whilst this may not ful ly remove the need to reactively 

f lush, it  wi l l  go some way to reducing unnecessary  f lushing in a t ime where 

water resources are an important environmental issue.  
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South East Water have also had success in reducing their consumer contact 

rate with a 46% reduction seen in the AMP6 per iod, fol lowing the complet ion 

of  mains f lushing and the instal lat ion of  Seaquest dosing at several of  its 

treatment works. The company st i l l  has work to do in three W ater Supply 

Zones where enforcement notices are st i l l  open and the I nspectorate wi l l be 

monitor ing progress with these schemes to ensure the requi red 

improvements are seen. 

Severn Trent Water init iated a programme of  asset abandonment, mains 

rehabi l itat ion, replacement and cleaning ( including f lus hing) in ident if ied high 

r isk zones dur ing the AMP6 per iod. The result  was an improvement with a 

28% reduct ion in the discolourat ion contact rate. Notices remain in place for 

some zones, which remain a greater chal lenge to the Company.  

United Ut i l i t ies Water is the only company in  this programme of  work to have 

exper ienced a deteriorat ion in the number of  contacts with an increase of  

22%. Whilst the programme suffered f rom some delays associated with the 

f reeze/thaw and dry weather in 2018 the discolourat ion strategy does not 

appear to have successfully targeted and mit igated the discolourat ion r isk.  

The Inspectorate is examining plans and wil l take further enforcement act ion 

as necessary.   

 

Figure 9: 2019 Industry discolourat ion contacts  
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The relat ive performance of  companies normalised by contact rate together 

with the industry average ident if ies those companies, which are relat ively 

poor performing (f igure 9). United Ut i l i t ies, South West, Icosa and South 

Staffordshire water companies require long term strategic planning to 

improve their performance. I t  should be emphasised th at Icosa is a small 

inset company and only received a single contact for discolourat ion in 2019 

and would be excluded from such a dataset for stat ist ical reasons.  

In part icular, the deteriorat ing performance of  United Uti l i t ies Water together 

with their below average performance has required direct scrut iny and 

challenge of  the discolourat ion strategy in the forthcoming investment cycle.   

The Inspectorate has issued regulat ion 28 (4) notices requir ing companies to 

take steps to reduce the r isks associated w ith discolourat ion in higher r isk 

areas, and we will continue to monitor companiesô progress to ensure that 

providing safe, wholesome water to consumers that is of  acceptable aes thetic 

quality remains at the heart of  strategic drinking water qual ity planni ng. 

Along with targeted maintenance and strategic renewal of  distr ibut ion assets, 

where there is evidence that iron and manganese is not ef fectively removed 

at the treatment works, companies should investigate options to improve 

treatment to reduce the load in distr ibut ion and reduce r isks associated with 

discolourat ion.  

During 2020 the Inspectorate wi l l be undertaking a review of  company 

performance across the whole of  the indust ry to ident ify any zones which 

have unacceptable discolourat ion r isk and, if  necessary, init iate further 

enforcement to ensure that these companies have suitable discolourat ion 

strategies in place to reduce consumer contacts . Ult imately,  the only 

acceptable level should be no contacts.  

 



Summary  o f  the Chi ef Inspectorôs repor t  fo r  dr i nk ing water  in  Eng land  

51 

Events 
 

The Event Risk Index is a measure des igned to i l lustrate the r isk aris ing f rom 

treated water incidents and it  al igns with the current r isk -based approach to 

regulat ion of  water supplies used by the Drinking Water In spectorate (DWI). 

Like CRI, it  assigns a value to the signif icance of  the even t, the proport ion of  

consumers potent ially af fected and an assessment of  the company response.  

In 2019 the ERI for England was 723 which whilst this was a decrease in 

performance from 827 in 2018 it  is st i l l  s ignif icantly above previous years. 

However,  this does not ref lect an overal l  increase in the number of  events 

contr ibut ing to ERI since the total number of  events in 2019 was 547, wel l  

within the normal l imits of  event numbers since 2014. What it  does show is 

the changing prof i le of  r isk  by companies and where this r isk is manifested 

within the supply system. 

ERI is der ived f rom a variable and skewed dataset and is easi ly inf luenced 

by outl iers. I t  is therefore appropriate to  examine performance using the 

median value as a helpful measure of  the centre  point.  The median value for 

2019 is 12.5 and has reduced three years in a row from 30.7 in 2017.  This 

indicates a continuing improving picture for this dataset only offset by a few 

companies elevating the National ERI. I t  would not be unrealist ic as a fut ure 

expectat ion for all companies to perform better than the 2017 median value.  

Four companies in England recorded an ERI above the national ERI . They 

were Northumbrian Water, United Ut il i t ies Water, Southern Water and 

Thames Water (f igure 10). The national ERI calculates the total value of  all 

events in England and calculates an index as if  i t  were a single company. 

Those companies who exceed this value represent either a greater  number of  

events, events which affect more people, are longer, have a higher r isk 

category, are responded to poorly or are a combination of  some or al l of  

these factors.  
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Figure 10: Company and England ERI score 2019 

 

ERI permits the understanding  of  where the main contr ibut ion of  r isk 

manifests by company and more specif ical ly the main contr ibut ing events;  

this can be seen in the pie chart ( f igure 11). The largest single contr ibutor to 

the Events Risk Index (ERI) , accounting for over 30% of ERI  was the 

detect ion of  Cryptosporidium  at Whitt le Dene works (NNE). The 

circumstances are descr ibed below along with descr ipt ions of  the other main 

events contr ibut ing to ERI.   

Figure 11: Main events contr ibut ing to ERI in England  
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A l ist ing of  the 50 events with the highest ERI scores and summaries of  the 

nature, cause and their durat ion, together with details of the Inspectorateôs 

findings are set out on the Inspectorateôs website. Most events notified to the 

Inspectorate in 2019 were of  relat ively short dur at ion and the company 

followed appropr iate act ion to inform and safeguard cons umers and l ia ised 

with other stakeholders.  

For the benef it  of  the industry, the top 10 highest scoring events that are of  

wider signif icance are discussed further to i l lustrate issues that  the water 

industry can learn f rom.  

 

Whittle Dene and Lumley Cryptosporidium  detections 

(Northumbrian Water)  

Northumbrian Water had both the top and f if th highest ERI scores for events 

in 2019. Both events were Cryptospor idium  related with an ERI score of  

3,297 at Whitt le Dean works and 455 at Lumley works. The Whitt le Dene 

score was especial ly high due to the fact that this Cryptosporidium  event 

lasted near ly a month.  

Whitt le Dene treatment works  had four posit ive detect ions of  Cryptosporidium  

in the f inal water, on dif ferent days in  October 2019. These detect ions were 

unusual occurrences for this treatment works, which indicated a change in 

raw water qual ity and represented an increased r isk of  supplying 

unwholesome water to consumers. The detect ions coincided with a period of  

heavy rainfal l in the catchment.  

Northumbrian Waterôs disinfect ion policy requires a 3- log (or 99.9%) removal 

of  oocysts via the treatment process.   The treatment processes that are 

considered to provide this at Whitt le  Dene are chemical coagulat ion, 

clar if icat ion and rapid gravity f i l t rat ion, which  together provide 2.5-log 

removal. A further GAC f i l ter/adsorber stage was deemed to provide 0.5 - log 

removal. 3- log removal is considered as the minimum requirement in dr inking 

water for convent ional treatment but this range var ies f rom country to country 

f rom 2.5 to 4-log reduction. The required 3-log removal set by the company 

would, of  course, depend upon al l of  the processes being opt imised and 

operated correct ly.  

At the t ime of  the detect ions, the Inspectorate found that correct operat ion of  

the treatment process was not the case; one of  the chemical coagulant aids 

was not being dosed. Addit ionally, investigations found f low surges occurring 

through the rapid gravity f i l ters a f ter backwashing, caused by dif ferent 

sett ings on f i l ter inlet and out let valves. At t imes, the GAC plant was 

automatical ly switching into bypass mode, which was attr ibuted to foam in 

the inlet channel, causing erroneous level readings. The on -l ine raw water 

turbidity monitor was out of  service for the durat ion of  the event. Together 
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with a chal lenging raw water,  the operat ion of  the plant did not comply with 

the very basic minimum requirement.  

The Event Risk Index (ERI) score calculated for this event is 3 ,297, one of  

the highest recorded for the industry, which ref lects the large p opulat ion 

(circa 660,000) supplied by the works and the per iod of  t ime that the works 

was operating under challenge, exposing consumers to an increased r isk.  

Since the event, the company has taken steps to reinstate the operat ional 

controls that were not in place at the t ime of  the event.  

Lumley treatment works had four detect ions of  Cryptospor idium  in treated 

water between 14 August and 27 September, which were reported as two 

separate events in 2019. There have also been historic detect ions in the f inal  

water; two posit ive detect ions in 2018, two in early 2019, one in July 2019 

and one from the post rapid gravity f i l ter  sampling point in 2017. Dur ing the 

period of  the two events, the works was exper iencing a deteriorat ion in raw 

water qual ity due to heavy rainfal l,  and was also report ing issues with the 

clar if icat ion stage of  the treatment process.  

Lumley is considered a high and a foreseeable r isk. For Cryptospor idium  due 

to the direct r iver abstract ion and histor ic data. However, the treatment 

processes (chemical coagulat ion, c lar if icat ion and rapid gravity f i l t rat ion ) 

only provide 2.5-log removal of  oocysts. The removal quotient  does not meet 

the companyôs own pol icy of  3-log removal,  as wel l as depending on al l of  the 

processes being opt imised and operated correct ly and would therefore be 

considered unacceptable in any r isk assessment .  

The Inspectorate audited the works following the second event. At the t ime of  

the detect ions, there were issues with clarif ier operat ion and f i l ter operat ion, 

part icularly with rela t ion to valves not c losing correct ly dur ing backwashes. 

In the opinion of  the Inspectorate, the detect ion of  oocysts in the treated 

water was largely due to the cond it ion of  the works asset, poor maintenance, 

lack of  monitoring and certain poor pract ices with regard to operation of  the 

clar if iers. Under regulat ion 26(4), companies must design and continuously 

operate an adequate treatment process for water f rom the so urce, and the 

company had failed to comply with this requirement.  

The company have onl ine instrumentation situated three miles upstream of 

the works intake on the River Wear. This monitors ammonia, temperature, 

r iver level,  turbidity, dissolved oxygen, pH and conduct ivity and is intended 

to alert the company to changes in raw water quality or po llut ion that may 

challenge treatment processes at the works. At the t ime of  the event the 

monitor was not working. The company report  that it  has since been brought 

back onl ine, af ter being out of  service for approximately 18 months.  

Lumley WTW is a treatment works bui lt  in the 1970s to treat r iver wate r 

direct ly f rom the River Wear. The treatment processes have remained largely 
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unchanged from this t ime, and in the opinion of  the Inspectorate,  there has 

been insuff icient capital investment to deal with emerging raw water 

challenges adversely effect ing raw water quality. This is due in part to the 

high relat ive operational cost of  the water. Works output is adjusted up and 

down regular ly to meet demand in the area. The treatment processes are not  

designed to cope with continual ly changing f lows.  

 

Figure 12: In service clar if iers 

 

 

Figure 13: Out of  service clar if ies 
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The nature of  the operat ing philosophy is not in pace wi th the increased 

challenge to the works posed by deteriorat ion in raw water qual ity, which has 

changed signif icantly since its construct ion. Since the two events at Lumley,  

the company has conducted a comprehensive survey of  the condit ion and 

operat ion of  its treatment processes and has ident if ied many areas for 

remedial work and improvement. The company is also intending to instal l  

Ultraviolet (UV) dis infect ion as an addit ional treatment stage. However,  

whilst  the installat ion of UV wil l increase the log removal to an accepta ble 

standard,  the operation of  this treatment is dependent upon a mult istage 

barrier to condit ion the water suff icient for this to be ef fect ive.  

The Event Risk Index (ERI) score calculated for the f irst Lumley event was 

455, and the second was 45.  

In both cases, The Inspectorate concluded that the company had not ful ly 

implemented recommendations set out in the Reports of  the Group of  Experts 

on Cryptospor idium in Water Suppl ies chaired by Sir John Badenoch 

(published in 1990 and 1995) and Prof . Ian Bouchie r (publ ished in 1998). 

These reports recommended that, ñWater treatment works should normally be 

operated within the design capacity and without by -passing of  the sol ids-

l iquid separat ion processes which are responsible for removal of  turbidity 

and coagulant sol ids; coagulat ion itself  should never be by-passed or 

compromised.ò The reports also recommend that ñFilters should be operated 

and maintained under optimum condit ions with attention to the quality and 

depth of  media and to the operation of  the backwa shing/air scouring system.ò  

In both cases, the Inspectorate found that a lack of  investment and 

maintenance were part ly responsible for failures at the site and that Lumley, 

despite being acknowledged as a high r isk for Cryptosporidium ,  did not even 

meet the standards set by the company itself  for oocyst removal. For both 

works, the Inspectorate has decided to use its powers to enforce against the 

company to ensure improvement work is completed in a t imely manner and 

consumers are protected in the short te rm. 

Companies must ensure that works design, operat ion and maintenance needs 

to keep pace with new water qual ity chal lenges, changes in operat ing 

phi losophies and changes to water qual ity standards.  

 

Oswestry, Cryptosporidium  detection (United Utilities Water) 

An event on 1 March 2019 at Oswestry works for United Ut i l i t ies Water 

derived the second highest Industry ERI score of  1,230.   

Oswestry works suppl ies a populat ion of 1,236,230 throughout Cheshire, 

Merseyside and Greater Manchester and a small number  of  propert ies in 

Shropshire and Wales. At the t ime of  this event, the works was running on a 


